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1.) THIS DRAWING SET SHALL BE USED IN CONJUNCTION WITH THE CORRESPONDING
PROJECT MANUAL.  IT IS THE CONTRACTOR'S RESPONSIBILITY TO INSURE THE
CURRENT AND MOST ACCURATE DRAWINGS AND SPECIFICATIONS ARE USED.

2.)  DO NOT SCALE DRAWINGS.  REPORT ANY DIMENSIONAL DISCREPANCIES TO THE
ARCHITECT.

3.) ALL WORK SHALL COMPLY WITH THE 2006 INTERNATIONAL BUILDING CODE, 2006
INTERNATION ENERGY CONSERVATION CODE, TOWN OF RIDGWAY MUNICIPAL CODE,
AND ANY OTHER APPLICABLE CODES AND REGULATIONS.

4.)  FIELD VERIFY EXISTING CONDITIONS AND DIMENSIONS PRIOR TO CONSTRUCTION.

5.) DIMENSIONS ARE TO FACE OF STUD, FACE OF MASONRY, FACE OF CONCRETE,
AND CENTERLINE OF HEAVY TIMBER UNLESS NOTED OTHERWISE.

6.) "TYPICAL" (TYP) MEANS IDENTICAL FOR ALL SIMILAR LOCATIONS.

7.) "SIMILAR" (SIM) MEANS COMPARABLE CHARACTERISTICS FOR THE CONDITION
NOTED.  VERIFY DIMENSIONS AND ORIENTATION WITH DRAWINGS.

8.) REFERENCE ELEVATIONS AND BUILDING SECTIONS FOR ALL EXTERIOR WALL
FINISHES.

9.) FINISH FLOOR ELEVATIONS ARE SHOWN AS AN ARCHITECTURAL DATUM.
REFERENCE SITE PLAN FOR ACTUAL ELEVATION REFERENCE.

10.) ALL LEGAL EXITS SHALL FUNCTION FROM THE INTERIOR SPACE WITHOUT THE
USE OF A KEY OR ANY SPECIAL KNOWLEDGE OR EFFORT.

11.) COORDINATE ALL ELECTRICAL AND MECHANICAL WIRING, PIPING, DUCTS, ETC
TO FIT WITHIN CEILINGS, WALLS, AND DEDICATED CHASES.

12.) COORDINATE ALL PLUMBING IN PROTECTED AREAS TO AVOID FREEZING OF
PIPES AND TRAPS.

13.) INSTALL DOORS WITH JAMBS 6" FROM NEAREST WALL OR CENTERED IN
OPENING UNLESS NOTED OTHERWISE.

14.) PROVIDE SOUND BATT INSULATION IN ALL OFFICE, RESTROOM, BATHROOM, AND
SLEEPING ROOM WALLS UNLESS NOTED OTHERWISE.

15.) PROVIDE ACCESS PANELS AS REQUIRED TO ACCESS EQUIPMENT AND DEVICES
INCLUDING BUT NOT LIMITED TO MECHANICAL, PLUMBING, AND ELECTRICAL WORK.
SOME PANEL LOCATIONS MAY NOT BE LOCATED ON THE DRAWINGS.

16.) PROVIDE PROTECTED PENETRATIONS IN ALL FIRE-RESISTIVE WALLS,
FLOORS/CEILINGS, AND ROOF/CEILING ASSEMBLIES AS REQUIRED.  PROVIDE FIRE
BLOCKING AND DRAFT STOPPING WITHIN CONCEALED SPACES AS REQUIRED BY THE
BUILDING CODE.

17.) PROVIDE ALL NECESSARY BLOCKING IN STUD WALLS AND CEILINGS.
LOCATIONS INCLUDE BUT ARE NOT LIMITED TO: TOILET ACCESSORIES, CEILING AND
WALL MOUNTED ELECTRICAL FIXTURES, SHELVES, CABINETRY AND CASEWORK,
BUILT-INS, DRAPERY RODS, COUNTER TOPS, AND FALSE BEAMS.

18.) COORDINATION OF BUILDING INSPECTIONS IS THE RESPONSIBILTY OF THE
CONTRACTOR. ANY SPECIAL INSPECTIONS REQUIRED BY THE BUILDING INSPECTOR
ARE THE RESPONSIBILITY OF THE OWNER.

19.) ONE COPY OF STAMPED CONSTRUCTION DOCUMENTS APPROVED BY THE
BUILDING OFFICIAL SHALL BE KEPT AT THE SITE OF WORK FOR INSPECTION BY THE
AUTHORITIES HAVING JURISDICTION AT ALL TIMES.

20.) DEFERRED SUBMITTALS INCLUDING MANUFACTURED TRUSS SHOP DRAWINGS,
IRRIGATION DESIGN DRAWINGS, FIRE ALARM SHOP DRAWINGS, FIRE STATION ALERT
SYSTEM DRAWINGS SHALL BE SUBMITTED TO THE BUILDING DEPARTMENT FOR
APPROVAL PRIOR TO CONSTRUCTION.

21.) STRUCTURE SHALL NOT BE OCCUPIED UNTIL A CERTIFICATE OF OCCUPANCY
HAS BEEN ISSUED BY THE BUILDING INSPECTOR.
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Life Safety Legend

FIRE DEPARTMENT KNOX-BOX

Life Safety Notes

BUILDING CODE REVIEW

BUILDING:  RIDGWAY FIRE STATION
OWNER: RIDGWAY FIRE PROTECTION DISTRICT
LOCATION: LOT 26-B1, RIDGWAY, COLORADO 81432
ADDRESS:  550 HUNTER PARKWAY, PO BOX 2
PARCEL NUMBER:  430516404003
SUBDIVISION:  TRAILTOWN SUBDIVISION
ZONING:  GENERAL COMMERCIAL (GC)
SIZE:  0.89 ACRES
FLOOD PLAIN AREA:  ZONE C, PARCEL NUMBER 080138 0001 D

GOVERNING CODES

2006 INTERNATIONAL BUILDING CODE (IBC)
2006 INTERNATIONAL ENERGY CONSERVATION CODE (IECC)
2006 INTERNATIONAL FIRE CODE (IFC)
2012 COLORADO PLUMBING CODE (IPC)
2011 NATIONAL ELECTRIAL CODE (NEC)
NATIONAL FIRE PROTECTION ASSOCIATION STANDARDS (NFPA)
NFPA 1221, 1500, 1581, 1710, 1989
2003 ICC/ANSI A117.1 ACCESSIBLITY STANDARDS
2010 ADA STANDARDS FOR ACCESSIBLE DESIGN
TOWN OF RIDGWAY MUNICIPAL CODE
1990 EASTSIDE SUBDIVISION PLAT RESTRICTIONS

2006 IBC CODE REVIEW NOTES

106.1 - POSTING OF LIVE LOADS

OCCUPANCY CLASSIFICATION:
B - BUSINESS, PRIMARY USE
S2 - STORAGE, APPARATUS BAY

PARKING GARAGES, ENCLOSED (SECTION 311.3)
R-2 - RESIDENTIAL, SLEEPING QUARTERS, DORMATORIES (SECTION 310.1)

THE DURATION OF OCCUPANCY SHALL NOT EXCEED 4
CONSECUTIVE DAYS.

SEPARATED OCCUPANCIES, SEE BELOW

TYPE OF CONTRUCTION
CONSTRUCTION  - TYPE V-B

ALLOWABLE BUILDING HEIGHT AND AREA (TABLE 503)
B - BUSINESS USE 9,000 SF 2 STORIES
R2 - DORMATORY  7,000 SF 2 STORIES
S2 - STORAGE    13,500 SF 2 STORIES

FRONTAGE INCREASE  (506.2)

TOTAL PERIMETER OPEN PERIMETER
WEST = 116 FT 100 FT
NORTH = 178 FT 162 FT
EAST = 126 FT 126 FT
SOUTH = 164 FT 107 FT

TOTAL PERIMETER (P) = 584 FT
TOTAL OPEN PERIMETER (F) = 495 FT
WIDTH OF OPEN SPACE (W) = 30 FT (506.2.1)

FRONTAGE INCREASE If = { F / P -0.25} W / 30 =
If = ( 495 / 584 ) - 0.325 x 1 =
If = (0.85 - 0.25) x 1 =
If = (0.60) OR 60%

B - BUSINESS USE 9,000 SF + 60% = 14,400 SF
R2 - DORMATORY 7,000 SF + 60% = 11,200 SF
S2 - STORAGE    13,500 SF + 60% = 21,600 SF

ACTUAL BUILDING AREA & HEIGHTS

B & R2 - AREA SHOWN - (6644 SF + 897 SF + 935 SF + 457 SF) = 8933 SF, 1
STORY
S2 - STORAGE AREA SHOWN = 7,505 SF, 1 STORY
MEZZANINE STORAGE AREA NOT INCLUDED (505.1)

TABLE 508.4 - REQUIRED SEPARATION OF OCCUPANCIES (NON-SPRINKLED)
S-2 STORAGE & B = 2 HOURS
S-2 STORAGE & R-2 = 2 HOURS
B & R2  = 2 HOURS

TABLE 601 - FIRE RESISTANCE RATING , TYPE VB
PRIMARY STRUCTURAL FRAME 0 HOURS
BEARING WALLS, INTERIOR 0 HOURS
BEARING WALLS, EXTERIOR 0 HOURS
NON-BEARING WALLS, EXTERIOR 0 HOURS
NON-BEARING WALLS, INTERIOR 0 HOURS
FLOOR CONSTRUCTION 0 HOURS
ROOF CONSTRUCTION 0 HOURS

TABLE 602 - FIRE RESISTANCE RATING FOR EXTERIOR WALLS
0 TO 5 FT = 1 HOUR
5 FT TO 10 FT = 1 HOUR
10 FT TO 30 FT = 0 HOURS

THE ENTIRE PERIMETER OF THE BUILDING IS BEYOND 10 FT TO THE
NEAREST ADJACENT BUILDING ENVELOPE.  NO FIRE RATING HAS BEEN
PROVIDED.

PORTABLE FIRE EXTINGUISHERS - REQUIRED IN B OCCUPANCIES WITHIN 75
FEET OF TRAVEL.  (906.1)

TABLE 707.3.9 - FIRE RESISTANCE RATINGS FOR FIRE BARRIERS
B, R, & S-2 = 2 HOURS

STAIR IS NOT ENCLOSED PER SECTION 1020.1, EXCEPTION 1
ENCLOSED AREA UNDER STAIRS SHALL BE 1-HOUR RATED (1009.5.3)
CORRIDOR WITHIN DWELLING UNIT NOT REQUIRED TO BE RATED PER
1017.1, EXCEPTION 2
DORMS ARE NOT CONSIDERED SLEEPING UNITS PER SECTION 202 AND NOT
REQUIRED TO BE ENCLOSED WITH RATED PARTITIONS PER 708.1

OVERHEAD COILING SERVICE DOOR SHALL BE 90 MIN RATED WITH
APPROVED AUTOMATIC CLOSING DEVICE (715.4.9)

TABLE 803.9 - INTERIOR WALL AND CEILING FINISHES
B-OCCUPANCY (NON-SPRINKLED)
EXIT PASSAGES - A
CORRIDORS - B
ROOMS & ENCLOSED SPACES - C

R-2 OCCUPANCY (NON-SPRINKLED)
EXIT PASSAGES - A
CORRIDORS - B
ROOMS & ENCLOSED SPACES - C

S-2 OCCUPANCY (NON-SPRINKLED)
EXIT PASSAGES - B
CORRIDORS - B
ROOMS & ENCLOSED SPACES - C

ALL FLOOR FINISHES IN EXIT ACCESS CORRIDORS SHALL BE NO LESS THAN
CLASS II (804.2)

TABLE 1004.1.1 - OCCUPANCY LOADS
B OCCUPANCY, ADMINISTRATION WING = 1098 SF
1 OCC PER 100 GROSS = 11 OCCUPANTS

B OCCUPANCY, MULTI-PURPOSE ROOM = 677 SF
1 OCC PER 15 NET = 46 OCCUPANTS

B OCCUPANCY, FIRE HOUSE = 2960 SF
1 OCC PER 100 GROSS = 31 OCCUPANTS

R-2 OCCUPANCY, SLEEPING QUARTERS = 897 SF
1 OCC PER 200 GROSS = 8 OCCUPANTS (DESIGN OCCUPANCY LOAD)

S-2 OCCUPANCY, APPARATUS BAY = 8115 SF
1 OCC PER 300 GROSS = 39 OCCUPANTS

ACCESSIBLE MEANS OF EGRESS - ALL ACCESSIBLE SPACES ARE SERVED
BY AT LEAST ONE ACCESSIBLE MEANS OF EGRESS.  (1007.1)
MEZZANINE AREA SHALL NOT BE CONSIDERED AT PORTION OF THE
ACCESSIBLE ROUTE PER SECTION 1104.4, EXCEPTION 1.

TABLE 1016.1 - EXIT TRAVEL DISTANCES
B OCCUPANCIES - 200 FT (NONSPRINKLED)
R-2 OCCUPANCIES - 200 FT (NONSPRINKLED)
S-2 OCCUPANCIES - 300 FT (NONSPRINKLED)

ALL TRAVEL DISTANCES ARE LESS THAN 200 FT.

PARKING REQUIREMENTS - TOWN OF RIDGWAY MUNICIPAL CODE
APPARATUS BAY & STORAGE AREAS, 7,605 SF - NO PARKING REQUIRED
B-BUSINESS OCCUPANCY - 5,273 SF, 1 PER 350 = 16 PARKING SPACES
R-2 OCCUPANCY, 4 ROOMS, 1 SPACE PER ROOM = 4 PARKING SPACES

DESIGN SHOWS 21 TOTAL PARKING SPACES.

TABLE 1106.1 - ACCESSIBLE PARKING SPACES
1 TO 25 TOTAL SPACES PROVIDED = 1 REQUIRED ACCESSIBLE SPACE
1106.5 - AT LEAST ONE SPACE SHALL BE VAN ACCESSIBLE.

1107.6.2.2 - WHERE 4 OR MORE SLEEPING UNITS ARE OCCUPIED, ALL
UNITS SHALL TYPE B UNITS ACCORDING TO CHAPTER 10, ICC A117.1.

TABLE 2901.1 PLUMBING FIXTURES
B-OCCUPANCY: 1 PER 25 FOR FIRST 50, 1 PER 50 UP WC, 1 PER 40 LAV
92 TOTAL OCCUPANTS = 3 TOILETS, 2 LAVATORIES, 1 DRINKING FOUNTAIN,
1 SERVICE SINK

R-2 OCCUPANCY:  1 PER 10 WC, 1 PER 10 LAV, 1 PER 8 SHOWERS
8 TOTAL OCCUPANTS = 1 TOILET, 1 LAVATORY, 1 SHOWER

S-2 OCCUPANCY: 1 PER 100 = 1 TOILET, 1 LAVATORY
26 OCCUPANTS = 1 TOILET, 1 LAVATORY

TOTAL FIXTURES REQUIRED
TOILETS - 5
LAVATORIES - 4
SHOWERS - 1
DRINKING FOUNTAINS - 1
SERVICE SINKS - 1

TOTAL FIXTURES PROVIDED
TOILETS/URINALS - 8
LAVATORIES - 7
SHOWERS - 3
DRINKING FOUNTAINS - 1
SERVICES SINKS - 2

Building Envelope Requirements
BUILDING NAME: RIDGWAY FIRE STATION
ADDRESS: 550 HUNTER PARKWAY
STATE:  COLORADO
COUNTY:  OURAY COUNTY
JURISDICTION:  TOWN OF RIDGWAY BUILDING DEPARTMENT
CODE COMPLIANCE:  2006 IECC & RIDGWAY PRESCRIPTIVE ENERGY CODE (RPEC)
COMPLIANCE APPROACH:  PRESCRIPTIVE
COMPLIANCE SOFTWARE:  TRANE TRACE 700
BUILDING USE:  BUSINESS / STORAGE
BUILDING OWNERSHIP:  LOCAL GOVERNMENT OWNED
FOUNDATION TYPE:  BELOW GRADE
PROJECT TYPE:  NEW BUILDING

VERTICAL FENESTRATION AREA >40% OR SKYLIGHT AREA >3%.

TABLE 502.2(1) BUILDING ENVELOPE REQUIREMENTS
OPAQUE ASSEMBLIES, CLIMATE ZONE 6

ROOF
INSULATION ABOVE DECK R-20 ci
ATTIC AND OTHER R-30
RPEC CEILINGS OR RAFTERS R-38 NOTE 5 (APPENDIX B)

WALLS, ABOVE GRADE
MASS R-9.5ci
RPEC MASS R-15 (APPENDIX B)
METAL FRAMED R-13 + R-3.8 ci
RPEC METAL FRAMED WALLS R-13 + R-7.5 ci (APPENDIX B)
WOOD FRAMED R-13
RPEC FRAMED WALLS R-21 (APPENDIX B)

WALLS, BELOW GRADE
BELOW GRADE WALL NR
RPEC BELOW GRADE WALL R-15 (APPENDIX B)

SLAB-ON-GRADE-FLOORS
UNHEATED SLABS NR
HEATED SLABS R-10 FOR 36” BELOW
RPEC SLABS IN HEATED AREAS R-10 UNDER SLAB (EXCEPT GARAGES)
RPEC HEAT IN SLAB R-10 / R-15 (ENTIRE UNDERSLAB R-10)
RPEC HEAT IN SLAB R-5 (UNDER AND EDGES, EXTERIOR)
EXTERIOR HEATED SLAB R-10, GREEN BUILDING STANDARD
RPEC EXPOSED SLAB EDGES R 7.5 R-10

OPAQUE DOORS
SWINGING U-0.70
ROLL-UP OR SLIDING U-0.50

TABLE 502.3 BUILDING ENVELOPE REQUIREMENTS: FENESTRATION

FRAMING MATERIALS OTHER THAN METAL
METAL FRAMING U-0.35
RPEC WINDOWS U-0.35 MAX
CURTAIN WALL OR STORE FRONT U-0.45
ENTERANCE DOOR U-0.80
ALL OTHER U-0.55
RPEC DOORS IN FRAME WALLS R 2.86

PF = 0.40 SHGC NR

SKYLIGHTS (3% MAX)
AREA OF SKYLIGHTS SHOWN = 160 SQ FT
AREA OF APPARTUS BAY = 6812 SQ FT
MAX AREA OF SKYLIGHTS = 204 SQ FT

GLASS U-0.60
RPEC SKYLIGHTS U-0.60 MAX
SHGC U-0.40 FOR REVIEW ONLY

NOT FOR CONSTRUCTION
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LIFE SAFETY
PLANS

 3/32" = 1'-0"A0.2
1 Main Level Life Safety Plan

 3/32" = 1'-0"A0.2
2 Mezzanine Level Life Safety Plan
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INSUL AT HEATED APRON

F3

F4

F4

F4

1.) PER TOWN OF RIDGWAY MUNICIPAL CODE, SECTION 6-1-11,
LANDSCAPING, ONE TREE IS REQUIRED PER 2000 SF OF LOT.

LOT AREA  = 38,957 SF / 2000 SF = 20 TREES, MIN

(7) ALDER
(4) AB SERVICEBERRY
(2) ASPEN
(3) ASH
(4) SPRUCE
(12) 5-GALLON SHRUBS

2.) DECIDOUS TREES SHALL HAVE A MINIMUM CALIPER OF 1-1/2".
CONFIR TREES SHALL BE A MINIMUM OF 5' TALL.

3.)  CONTRACTOR SHALL VERIFY ALL PLANT COUNTS PRIOR TO
STARTING WORK.  IF A DISCRIPENCY EXISTS, THE PLANS SHALL
GOVERN.

4.)  FURNISH PLANT MATERIAL FREE OF PESTS OR PLANT
DISEASE. LANDSCAPING CONTRACTOR SHALL PROVIDE A
WRITTEN GUARANTEE TO REPLACE ANY LOST PLANTINGS FOR 1
YEAR FOLLOWING INSTALLATION.

5.)  LANDSCAPING CONTRACTOR SHALL STAKE ALL PLANTING
MATERIALS AND GAIN OWNER’S APPROVAL PRIOR TO STARTING
WORK.

6.)  CONTRACTOR SHALL INSTALL A  RIVER ROCK BED AT ALL
ROOF VALLEY LINES.  LINE DRIP BED WITH LANDSCAPING FABRIC.

5.)  LAWN, MULCH AND GRAVEL WALK AREAS ARE TO BE
SEPARATED FROM NATIVE GRASS AREAS BY 1/8” BY 4” STEEL
EDGING.  TACK EDGING IN PLACE WITH 12” PINS 36” ON CENTER.

7.)  ALL NATIVE SEED SHALL BE MECHANICALLY APPLIED
HYDROSEEDING, WITH ORGANIC FERTILIZER, MULCH AND
ORGANIC TACKIFIER.  PRIOR TO SEEDING, LOOSEN TOP 2” OF SOIL
AND REMOVE ANY DEBRIS AND STONES.  GRADE SMOOTH TO
ALLOW FOR SURFACE DRAINAGE. SLOPES GREATER THAN 2:1
SHALL BE CONTROLLED WITH EROSION NETTING.

8.)  AMENDED PLANTING BACKFILL SHALL CONSIST ON 80% NATIVE
TOPSOIL FREE OF ROCKS AND DEBRIS AND 20% COMPOST.

9.)  ALL TREES WELLS AND SHRUB BEDS ARE TO BE MULCHED
WITH 3” SHREADED HARDWOOD MULCH.

10.)  CRUSHED GRAVEL AREAS, TYPE AND COLOR BY OWNER.

11.)  RIVER ROCK / RIP-RAP AREAS SHALL BE WASHED RIVER
ROCK, 3" TO 8" DIA

12.)  ALL LAWN AREAS SHALL BE SOD.  TYPE BY OWNER.

13.)  ALL PERENNIAL FLOWER BEDS AND LAWN AREAS SHALL BE
IRRIGATED WITH POP-UP SPRAY HEADS.

14.)  ALL NEW TREES AND SHRUBS SHALL BE FURNISHED WITH AN
AUTOMATED DRIP IRRIGATION SYSTEM.  IRRIGATION SYSTEM
SHALL BE DESIGN/BUILD BY CONTRACTOR.
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MULCH RING, REMOVE AT TIME OF
MULCH OR LAWN INSTALLATION

3" DEPTH MULCH RING

(2) SUPPORT STAKES, 30" MIN HT

WIRE SUPPORTS, DOUBLE STRAND -
TWISTED TO SECURE TREE, PROVIDE
SUPPORT WHILE ALLOWING FOR SOME
MOVEMENT

NYLON STRAP WITH REINFORCED
GROMMET

FOLD BURLAP FROM TOP AND SIDES
OF  ROOTBALL

COMPACTED BACKFILL BENEATH
ROOTBALL

AMENDED BACKFILL

PLANT CROWN AT GRADE

3x DIA OF ROOTBALL 3x DIA OF ROOTBALL

MULCH RING, REMOVE AT TIME OF
MULCH OR LAWN INSTALLATION

3" DEPTH MULCH RING

(2) SUPPORT STAKES, 30" MIN HT

WIRE SUPPORTS, DOUBLE STRAND -
TWISTED TO SECURE TREE, PROVIDE
SUPPORT WHILE ALLOWING FOR SOME
MOVEMENT

NYLON STRAP WITH REINFORCED
GROMMET

FOLD BURLAP FROM TOP AND SIDES
OF  ROOTBALL

COMPACTED BACKFILL BENEATH
ROOTBALL

AMENDED BACKFILL

PLANT CROWN AT GRADE

3" DEPTH SPECIFIED MULCH

2x DIA OF CONTAINER

TOP OF ROOT BALL TO BE
FLUSH W/ FINISHED GRADE

ADJACENT PAVEMENT OR
EDGER

NOTE: HOLD GRADE 1" BELOW
EDGE OF WALK, CURB, OR
EDGER, IN ALL PLANTING BEDS

AMENDED BACKFILL

COMPACTED BACKFILL
BENEATH ROOTBALL

SCARIFY SIDES OF PIT

COMPACTED BACKFILL FROM
ON-SITE EXCAVATION

6" GRAVEL
BACKFILL LAYER

TOP HALF OF WALL 12" MIN
BOULDER DIMENSION BOTTOM
HALF OF WALL 18" MIN BOULDER
DIMENSION

PROVIDE INDIVIDUAL
BOULDERS AT BASE OF
WALL TO REDUCE VERTICAL
APPEARANCE OF WALL FACE

NOTE:
THE INTENT IS TO CREATE VARIATIONS
IN THE WALL FACE TO ALLOW FOR
HORIZONTAL SURFACES AND
PLANTING POCKETS

BURY BOTTOM
BOULDERS BY 1/2
TO 1/3 MIN OF
BOULDER HT

4'
-0

" M
A

X
 H

T

V
A

R
IE

S,
 R

E
F 

S
IT

E 
P

LA
N

T/O WALL ELEV

B/O WALL ELEV

Landscaping Materials
CRUSHED GRAVEL
CRUSHED GRANITE FINES

RIVER ROCK / RIP-RAP
3" TO 8" CLEAN RIVER ROCK

MULCH
SHREADED HARDWOOD

TURFGRASS SOD
100% KENTUCKY BLUEGRASS
ADAPTED TO HIGH ALTITUDE

NATIVE SEED MIXTURE
ARKANSAS VALLEY NATIVE LOW-
GROWTH OR EQUAL

BLUEJOINT REEDGRASS
TRUFTED HAIRGRASS
BLUE WILD RYE
SLENDER WHEATGRASS
THURBER FESCUE
WESTERN WHEATGRASS
CANANDA BLUEGRASS

WILDFLOWER SEED MIX
ARKANSAS VALLEY ROCKY
MOUNTAIN MIX OR EQUAL

WILD FLAX
ROSY PUSSYTOES
COLORADO BLUE COLUMBINE
SCOTCH BELL FLOWER
SULPHUR INDIAN PAINTBRUSH
ASPEN SUNFLOWER
SCARLET FILLA
SILVERY LUPINE
CHIMING BELLS
ROCKY MTN. PENSTEMON
SHOWY GOLDENEYE
KINNICKINNICK
WILD BUCKWHEAT
OREGON GRAPE

SYMBOL      COMMON NAME BOTANICAL NAME                                     QNTY           SIZE

Planting Schedule

EVERGREEN SHRUB

DECIDIOUS SHRUB

CRUSHED GRAVEL WALKWAY

COLORADO SPRUCE PICEA PUNGENS 5 8'-0" MIN

JUNIPER 12 5 GAL

RUSSIAN SAGE 4 5 GAL

288 SQ FT

AUTUMN SERVICEBERRY
FALL GOLD ASH

THINLEAF ALDER ALNUS TENUIFOLIA 7 10'-0" MIN
AMELANCHIER GRANDIFLOR 4 10'-0" MIN
FRAXINUS NIGRA 3 10'-0" MIN

ASPEN POPULUS TREMULOIDES 2 8'-0" MIN

RIVER ROCK DRAINAGE BED 3895 SQ FT

MULCH 350 SQ FT

SOD LAWN 583 SQ FT

(20) 1-1/2" CALIPER TREES REQUIRED.

LANDSCAPING BOULDERS 25 2'-0" MIN

CONCRETE SIDEWALK & PATIO 960 SQ FT

NATIVE GRASS, RESEEDING 8075 SQ FT

9' - 0" , TYP

3' - 0"

3'
 - 

0"

3' - 0"

8' - 0"

20
' -

 0
"

5' - 0"

5'
 - 

0"

TYPICAL PARKING
SPACE DIMENSION

ACCESSIBLE
PARKING SYMBOL
(THERMOPLASTIC
PAINT)

VAN
LOADING

AREA

SIDEWALK CURB CUT

45
.0

0°

WHITE

BLUE

12" TACTILE WARNING
PAVERS RECESSED IN
SLAB, COLOR "BRICK"

DN

CURB, TYP

9' - 0" , TYP

2" WHITE PARKING
STRIPPING, TYP

HANDICAPPED
PARKING

VAN
ACCESSIBLE

RESERVED
FOR LOW

EMMISSION
VEHICLES

ONLY

PARKING FOR
RIDGWAY FIRE
DEPARTMENT

PERSONNEL ONLY

VIOLATORS WILL
BE TOWED AWAY

AT VEHICLE
OWNER'S
EXPENSE

PS-1 PS-2 PS-3 PS-4 PS-5

RESERVED
FOR
FIRE

CHIEF

RESERVED
FOR LOW

EMMISSION
VEHICLES

ONLY

2' - 8"

4'
 - 

6"

25' FLAG POLE, REF
SPECS

BASE MOUNTING PER
MANUFACTURER
4" CONCRETE
SURROUND

LANDSCAPING
SURFACE

FLAG POLE LIGHT, REF
LIGHTING PLAN

COMPACTED
STRUCTURAL FILL

3'
 - 

0"

7'-2" MAX DIM

CONCRETE PATIO

POWERCOAT,
COLOR "BLACK"

SURFACE MOUNT
PER MFR'S
INSTRUCTIONS

CENTER BETWEEN
COLUMNS

POLY BOLLAR COVER WITH
INTERGAL DOME, COLOR "RED"

3'
 - 

0"
3'

 - 
0"

1' - 6"

6" OD STEEL PIPE, FILL WITH
2500 PSI CONC

ELASTOMERIC SEALANT

CONC SLAB-ON-GRADE

18" DIAMETER
CONC CASING

COMPACTED
STRUCTURAL FILL

BOLLARD PIPE SLEEVE,
PROTECT DURING
CONSTRUCTION

8" R-5 ENERGY EDGE
INSULATED CONCRETE FORM

#4 EDGE BAR

PT 2x6 NAILER,
(LEAVE BEHIND)

HEATED EXTERIOR
CONCRETE APRON

SLOPE GRADE
AWAY

R-10 HIGH DENSITY
INSULATION

COMPACTED
STRUCTURAL FILL

F3
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SITE DETAILS

 1" = 1'-0"A0.4
1 Decidious Planting

 1" = 1'-0"A0.4
2 Conifer Planting

 1" = 1'-0"A0.4
3 Shrub Planting

 3/4" = 1'-0"A0.4
4 Boulder Retaining Wall

 1/4" = 1'-0"A0.4
5 Accessible Parking Diagram

 3/4" = 1'-0"A0.4
6 Parking Signage

 1/2" = 1'-0"A0.4
7 Flag Pole Base

 1/2" = 1'-0"A0.4
8 Bike Rack

 3/4" = 1'-0"A0.4
9 Bollard Detail, Typ

 1 1/2" = 1'-0"A0.4
10 Energy Edge Detail
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A2.22
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BUNKER GEAR
128

3

3

ENTRY #1
106

CHIEF'S OFFICE
108

CONF RM
109

ASST CHIEF'S
OFFICE

110

STORAGE
112

TLT
115

TLT
116

MAIN LOBBY
114

ENTRY #2
113

MECH
120

ELEC / COMM
121

WOMEN'S
LOCKER ROOM

126

ANTE
125

MOP
129

HALL
132

DORM #4
136

DORM #3
135

DORM #2
134DORM #1

133

STOR
137

APPARATUS BAY
101

RECEPTION &
WATCH

111

CORRIDOR
122

DAY ROOM
130

KITCHEN
131

FRONT PORCH

PATIO

SI
D

E 
PO

R
C

H

MEN'S LOCKER
ROOM

127

DRINKING
FOUNTAIN

TR
EA

D
M

IL
L

UNIVERSAL
WEIGHTS

4' x 8' FIRE RATED
COILING DOOR

DW

REF

REF

REF
PANTRY
1 2 3

ICE

RANGE
OVEN

60
" F

LA
T 

SC
R

EE
N

(O
FC

I)

POOL TABLE
BY OWNER

WORK STATIONS

G
R

IL
L

AV GEAR

SOUND WALL

ADA

ADA

ADAADA

BEDBED

DESK (NIC)

BED

UP

14' x 14' OVERHEAD DOOR 14' x 14' OVERHEAD DOOR 14' x 14' OVERHEAD DOOR 14' x 14'
OVERHEAD

DOOR

ADAADA

2
A3.3

2
A3.3

1
A3.1

1
A3.1

3
A3.2

3
A3.2

SETBACK LINE

ARCHITECTURAL SETBACK

3'
 - 
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SETBACK LINE

ARCHITECTURAL SETBACK 3'
 - 

0"

12
'-0

" X
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" W
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MULTI-PURPOSE
117

FITNESS
123

LAUNDRY
124

TR
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M

IL
L

EL
IP

TI
C

AL

BI
KE

BI
KE

COFFEE

AV

2
A3.1

2
A3.1

3
A3.1

3
A3.1

JJ
TABLES

118

CHAIRS
119

SLIDING DOORS

LOBBY
107

1 2 3 4 5 6 7 8

B

F F

KK

LL

11
9

2
A3.2

2
A3.2

1
A3.2

1
A3.2

138' - 0"

13
0'

 - 
0"

30
' -

 4
"

25
' -

 0
"

16
' -

 0
"

8'
 - 

8"
25

' -
 6

"
11

' -
 2

"
6'

 - 
6"

6'
 - 

10
"

138' - 0"

10' - 0" 7' - 0" 30' - 0" 36' - 0" 3' - 8" 18' - 4" 14' - 0" 19' - 0"

1
A3.3

1
A3.3

H.2 H.2

7

DISPLAY CASE DISPLAY CASE

HOSE
BIBFILL FILL

RADIOS

FLR
SINK

SHELF

DESK

CONC SLAB

3
A3.3

3
A3.3

1

2

3

4

5

6

7

8

9

10

11

12

16

17

18

13

14

15

19

20

21

22

23

24

25

26

27

28

29

EMS LOCKERS EMS LOCKERS

BE
N

C
H

BE
N

C
H

BE
N

C
H

BE
N

C
H

30

WORK BENCH BY OWNER
UPPERS

ROLLING TOOLS
BY OWNER

STORAGE
RACK BY
OWNER

(OFCI)
AIR COMP

WORK BENCH
BY OWNER

(OFCI)
FILL STATION

(OFCI)
WASH/

EXTRACT

MOP RACK

SHOWER &
DRY RACK

FLR
SINK

EMS STORAGE
102

SHOP
103

SCBA
104

UTILITY / DECON
105

10' - 0" 7' - 0" 17' - 0" 13' - 0" 19' - 0" 17' - 0" 17' - 0" 19' - 0" 19' - 0"

13
0'

 - 
0"

4'
 - 

0"
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 4

"
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 - 
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 - 

5"
17
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 1
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11
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 - 

0"
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 0
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 0
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' -

 0
"
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24' - 0" 72' - 0"

12' x 12'
OVERHEAD

DOOR

BOLLARD, TYP

WALL ALIGNS
ABOVE

B
IK

E
 R

AC
K

B
IK

E
 R

AC
K

6'-0" x 7'-4"
OPENING

MICRO

LOCKERS

HOSE
BIB

TRENCH
DRAIN, TYP

CONTROL
JOINTS,
TYP

6

6

10

10

1'
 - 

9"

90
 M
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90 MIN

90 MIN

5 6 7 81 2 3 4

90 MIN

90 MIN

S
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E

1/
4"

 P
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HOSE
BIB
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R

S

5" HOUSEKEEPING
PADS

(OFCI)
ICE

MACHINE

SS COUNTER

34 33 32 31

(OCFI) GEAR
LOCKERS

FEC

FEC
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C

7'
 - 

0"

016

001 002 003 004
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013012
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132

131

13
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12
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128

008009

010

105

106

007

006

DESK (NIC)

DESK(NIC)

DESK (NIC)

128

D1

D2

D3

E1

F1

J8

J7

L5

L4

L3

A1

B1

C1C2

G1 H1 G2 J1 J2 J3 J4 J5 J6

K1

L1 L2

C
U

H

CUH

ANTE
127A

1'
 - 

8"

90 MIN

7'-0" x 10'-0"
RECESSED

ENTRY GRILL

-1 1/4"

6'-0" x 10'-0"
RECESSED
ENTRY GRILL

-1 1/4"

2 HR
WRAP2 HR

WRAP

BED (NIC) BED (NIC)

BED (NIC)

EYE
WASH

-3" -3" -3"

4' - 4 3/8" 10' - 0" 4' - 0" 3' - 10" 10' - 0" 3' - 2" 3' - 2" 10' - 0" 3' - 10" 4' - 0" 10' - 0" 5' - 0" 3' - 4" 10' - 0" 5' - 0 3/8"

30
' -

 0
"

6'
 - 

0"
30

' -
 0

"
5'

 - 
0 

3/
8"

1'
 - 

9"

3'
 - 

4"

M
O

3'
 - 

4"

WORKING
POINT

4' - 0"

20
' -

 0
"

C
O

N
C

 P
AD

12
' -

 0
"

A5.5
5

A7.2 15

60" FLAT SCREEN
(OFCI)

5'
 - 

0"5' - 0"

123

28
' -

 6
"

E1 E1

2' - 0"

0' - 4"

1' - 0" 1' - 0" 2' - 0"

0' - 4"

E1

1'
 - 

8"

1'
 - 

8"

3' - 0" 14' - 0" MO 3' - 10" 14' - 0" MO 2' - 4" 14' - 0" MO 3' - 10" 14' - 0" MO 3' - 0"

2' - 4" 12' - 0" MO 4' - 8"

22
' -

 0
"

5'
 - 

0"
22

' -
 0

"
5'

 - 
4 

3/
8"

138' - 0"

BUILT-IN
WARDROBE

BED (NIC)

(FITNESS EQUIP
BY OWNER)

(FURNITURE
BY OWNER)

BUILT-IN
RECEPTION
DESK

(FURNITURE
BY OWNER)

(FURNITURE
BY OWNER)

(FURNITURE
BY OWNER)

(FURNITURE
BY OWNER)

BUILT-IN
COUNTER

(FURNITURE
BY OWNER)

(APPLIANCES OFCI)

SINK W/
DISPOSAL

BA
SE

WASHER
& DRYER

(OFCI)

KEYPAD
ENTRY

FIRE STATION SIGN

A5.5
6

Interior Wall Legend
W1 WALL TYPE #1

W2

W4 8" CMU WALL WITH 5/8" DRYWALL
ADHEARD TO SHOW SIDE, PAINT
EXPOSED FACES, BULLNOSE CORNERS

WALL TYPE #2

WALL TYPE #4

12" CMU WALL, PAINT ON EXPOSED
FACES, BULLNOSE CORNERS, TYP

12" CMU WALL, 1-1/2" FURRING WITH
5/8" DRYWALL, PAINT EXPOSED FACE

W3 WALL TYPE #3 8" CMU WALL, PAINT EXPOSED FACES,
BULLNOSE CORNERS, TYP

W5 2x6 AT 16" OC FRAMED WALL WITH 5/8"
TYPE X GYP BOARD BOTH SIDES

WALL TYPE #5

W6 2x6 AT 16" OC FRAMED WALL WITH (2)
LAYERS 5/8" TYPE X GYP BOARD BOTH
SIDES - 2 HR RATED WALL ASSEMBLY

WALL TYPE #6

W7 2x  FRAMED SHAFT WALL WITH (2)
LAYERS 1" TYPE X GYP BOARD - 2 HR
RATED SHAFT WALL ASSEMBLY

WALL TYPE #7

REF ASSEMBLY TYPES ON SHEET A5.2
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FLOOR PLAN

 1/8" = 1'-0"A1.1
1 Main Level
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A A

8

8 13

13

G G

MM

5

5

E E

C C

4

42

1

1

3

3
2

A3.3

2
A3.3

138' - 0"

10' - 0" 7' - 0" 17' - 0" 13' - 0" 72' - 0" 19' - 0"

13
0'

 - 
0"

DN

OPEN TO
APPARATUS BAY

1
A3.1

3
A3.2

3
A3.2

2
A3.1

2
A3.1

3
A3.1

3
A3.1

JJ

FLAT ROOF AREA

30
' -

 4
"

25
' -

 0
"

24
' -

 8
"

25
' -

 6
"

24
' -

 6
"

MEZZANINE
STORAGE

201

D D

B B

F F

KK

LL

11

11

9

9

2
A3.2

2
A3.2

1
A3.3

1
A3.3

H.2 H.2

7

7

2'
 - 

5 
13

/1
6"

20
 E

Q
 T

R
E

AD
S

18
' -

 4
"

4'
 - 

8 
1/

2"

112' - 0"

3
A3.3

3
A3.3

ROOF
HATCH
ABOVE

6

6

10

10

40' - 0"

40
' -

 0
"

43
' -

 0
"

80
' -

 0
"

M1

1'
 - 

3"
2'

 - 
8"

1' - 10" 1' - 3"

8' - 0" 13' - 8"

COMPOSITE DECK
CONCRETE FLOOR

2'
 - 

8"
1'

 - 
3"

0' - 7"

1' - 3" 2 HR RATED
EXHAUST
SHAFT, TYP

1' - 7"

3' - 7"

2'
 - 

11
"

1'
 - 

7"

MASONRY SHEAR WALL TO
UNDERSIDE OF ROOF
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WALL TYPE #2
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Exterior Wall Legend

E1 EXTERIOR FINISH #1

E2

R1 24 GAUGE 18" STANDING SEAM METAL
ROOF, PVDF FINISH "DARK BRONZE"

EXTERIOR FINISH #2

ROOF FINISH #1

24 GAUGE A606 CORTEN RUSTED 7/8"
CORRUGATED PANELS

24 GAUGE 12" METAL PANELS WITH 1"
REVEAL, HORIZONTAL, PVDF FINISH
"OLD ZINC GREY"

E3 EXTERIOR FINISH #3 24 GAUGE METAL PANELS WITH 6" &
1" REVEALS, VERTICAL, PVDF FINISH
"WEATHERED COPPER"

T1 24 GAUGE A606 CORTEN RUSTED TRIM, 4"
UNLESS NOTED OTHERWISE

TRIM FINISH #1

T2 24 GAUGE METAL TRIM, 12" x 2" UNLESS
NOTED OTHERWISE, PVDF COLOR TO
MATCH EXTERIOR FINISH #3

TRIM FINISH #2
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Exterior Wall Legend

E1 EXTERIOR FINISH #1

E2

R1 24 GAUGE 18" STANDING SEAM METAL
ROOF, PVDF FINISH "DARK BRONZE"

EXTERIOR FINISH #2

ROOF FINISH #1

24 GAUGE A606 CORTEN RUSTED 7/8"
CORRUGATED PANELS

24 GAUGE 12" METAL PANELS WITH 1"
REVEAL, HORIZONTAL, PVDF FINISH
"OLD ZINC GREY"

E3 EXTERIOR FINISH #3 24 GAUGE METAL PANELS WITH 6" &
1" REVEALS, VERTICAL, PVDF FINISH
"WEATHERED COPPER"

T1 24 GAUGE A606 CORTEN RUSTED TRIM, 4"
UNLESS NOTED OTHERWISE

TRIM FINISH #1

T2 24 GAUGE METAL TRIM, 12" x 2" UNLESS
NOTED OTHERWISE, PVDF COLOR TO
MATCH EXTERIOR FINISH #3

TRIM FINISH #2
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Exterior Wall Legend

E1 EXTERIOR FINISH #1

E2

R1 24 GAUGE 18" STANDING SEAM METAL
ROOF, PVDF FINISH "DARK BRONZE"

EXTERIOR FINISH #2

ROOF FINISH #1

24 GAUGE A606 CORTEN RUSTED 7/8"
CORRUGATED PANELS

24 GAUGE 12" METAL PANELS WITH 1"
REVEAL, HORIZONTAL, PVDF FINISH
"OLD ZINC GREY"

E3 EXTERIOR FINISH #3 24 GAUGE METAL PANELS WITH 6" &
1" REVEALS, VERTICAL, PVDF FINISH
"WEATHERED COPPER"

T1 24 GAUGE A606 CORTEN RUSTED TRIM, 4"
UNLESS NOTED OTHERWISE

TRIM FINISH #1

T2 24 GAUGE METAL TRIM, 12" x 2" UNLESS
NOTED OTHERWISE, PVDF COLOR TO
MATCH EXTERIOR FINISH #3

TRIM FINISH #2
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Exterior Wall Legend

E1 EXTERIOR FINISH #1

E2

R1 24 GAUGE 18" STANDING SEAM METAL
ROOF, PVDF FINISH "DARK BRONZE"

EXTERIOR FINISH #2

ROOF FINISH #1

24 GAUGE A606 CORTEN RUSTED 7/8"
CORRUGATED PANELS

24 GAUGE 12" METAL PANELS WITH 1"
REVEAL, HORIZONTAL, PVDF FINISH
"OLD ZINC GREY"

E3 EXTERIOR FINISH #3 24 GAUGE METAL PANELS WITH 6" &
1" REVEALS, VERTICAL, PVDF FINISH
"WEATHERED COPPER"

T1 24 GAUGE A606 CORTEN RUSTED TRIM, 4"
UNLESS NOTED OTHERWISE

TRIM FINISH #1

T2 24 GAUGE METAL TRIM, 12" x 2" UNLESS
NOTED OTHERWISE, PVDF COLOR TO
MATCH EXTERIOR FINISH #3

TRIM FINISH #2
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Exterior Wall Legend

E1 EXTERIOR FINISH #1

E2

R1 24 GAUGE 18" STANDING SEAM METAL
ROOF, PVDF FINISH "DARK BRONZE"

EXTERIOR FINISH #2

ROOF FINISH #1

24 GAUGE A606 CORTEN RUSTED 7/8"
CORRUGATED PANELS

24 GAUGE 12" METAL PANELS WITH 1"
REVEAL, HORIZONTAL, PVDF FINISH
"OLD ZINC GREY"

E3 EXTERIOR FINISH #3 24 GAUGE METAL PANELS WITH 6" &
1" REVEALS, VERTICAL, PVDF FINISH
"WEATHERED COPPER"

T1 24 GAUGE A606 CORTEN RUSTED TRIM, 4"
UNLESS NOTED OTHERWISE

TRIM FINISH #1

T2 24 GAUGE METAL TRIM, 12" x 2" UNLESS
NOTED OTHERWISE, PVDF COLOR TO
MATCH EXTERIOR FINISH #3

TRIM FINISH #2

REF ASSEMBLY TYPES ON SHEET A5.2

FOR REVIEW ONLY
NOT FOR CONSTRUCTION

SHEET NUMBER:

PROJECT DATE:

PROJECT NO.:

ISSUE LOG

5/
8/

20
14

 2
:5

9:
59

 P
M

R
ID

G
W

A
Y

 F
IR

E
 P

R
O

T
E

C
T

IO
N

 D
IS

T
R

IC
T

L
O

T
 2

6
-B

1
, 
R

ID
G

W
A

Y
, 
C

O
 8

1
4

3
2

R
ID

G
W

A
Y

 F
IR

E
 S

T
A

T
IO

N

130912

10/31/13

A3.3

BUILDING
SECTIONS

 1/8" = 1'-0"A3.3
1 Stairs West

 1/8" = 1'-0"A3.3
2 Appartus Bay West

 1/8" = 1'-0"A3.3
3 Dorm Rooms West

A      5/9/14       BID DOCUMENTS



12

12

A A

8

8 13

13

G G

MM

5

5

E E

C C

4

4

2

2

1

1

3

3
2

A3.3

2
A3.3

1
A3.1

1
A3.1

3
A3.2

3
A3.2

2
A3.1

2
A3.1

3
A3.1

3
A3.1

JJ

D D

B B

F F

KK

LL

11

11

9

9

2
A3.2

2
A3.2

+ 10' - 0"

+ 10' - 0"

+ 10' - 0"

+ 9' - 0"

+ 9' - 0" + 9' - 0"
+ 10' - 0"

+ 10' - 0"

+ 10' - 0"

OPEN

OPEN

1
A3.2

1
A3.2

+ 9' - 0" + 9' - 0"+ 8' - 0"

+ 10' - 0" + 10' - 0"
+ 9' - 0"

+ 9' - 0"

+ 9' - 6"

+ 10' - 0"
+ 10' - 0" + 10' - 0"

+ 9' - 0"

+ 9' - 0"

CHIEF'S OFFICE
108

LOBBY
107

RECEPTION &
WATCH

111
CONF RM

109

ASST CHIEF'S
OFFICE

110

STORAGE
112

TLT
115

TLT
116

MAIN LOBBY
114ENTRY #2

113

MECH
120

ELEC / COMM
121

MULTI-PURPOSE
117

TABLES
118

CHAIRS
119

FITNESS
123

CORRIDOR
122

LAUNDRY
124

WOMEN'S
LOCKER ROOM

126

ANTE
125

MEN'S LOCKER
ROOM

127

BUNKER GEAR
128

DAY ROOM
130

KITCHEN
131

EMS STORAGE
102

DORM #4
136

STOR
137

DORM #2
134

DORM #3
135

DORM #1
133

MOP
129

1
A3.3

1
A3.3

H.2 H.2

+ 8' - 0"

+ 9' - 0"

+ 9' - 0"

+ 9' - 0"

7

7

+ 9' - 0"

+ 10' - 0"

+ 10' - 0"

+ 10' - 0"

+ 10' - 0"

3
A3.3

3
A3.3

+ 10' - 0"

SHOP
103

SCBA
104

UTILITY / DECON
105

+ 10' - 0"

+ 10' - 0"

APPARATUS BAY
101

+ 9' - 0"

+ 9' - 0"

ENTRY #1
106

+ 10' - 0"

6

6

10

10

+ 9' - 0"

GLULAM BEAM

INFILL WALL AT
T/O BEAM, E3 SIM

10 3/4" X 15"
GL BEAM

EQ EQ

9'
 - 

0"
9'

 - 
0"

9'
 - 

0"
9'

 - 
0"

3' - 6" 3' - 6"

3'
 - 

6"

BLKHD AT 8'-6"

BLKHD AT 8'-6"

EQ EQ

P
R

O
JE

C
TI

O
N

S
C

R
E

EN

15' - 0"

7' - 8" 7' - 8"

+ 10' - 0"

+ 8' - 0"

B
LK

 H
D

 A
T 

8'
-1

0"

4'
 - 

6"
4'

 - 
0"

4'
 - 

0"

4' 
- 1

0 1
/2"

+ 8' - 0"

4' - 0"

3' - 0"

+ 8' - 0" + 8' - 0"

+ 9' - 0"

GLULAM BEAM, REF STRUCT

+ 9' - 0"

OPEN TO STRUCTURE

Ceiling Legend
GYPSUM BOARD ON
CEILING JOISTS AT
16" OC

5/8" TYPE X GYP BD ON 2x6
CEILING RAFTERS OR
TIGHT TO UNDERSIDE OF
STRUCTURE

2x4 SUSPENDED
ACOUSTIC TILE
CEILING

5/8" TYPE X GYP BD ON 7/8"
HAT CHANNELS TIGHT TO
UNDERSIDE OF STEEL
JOISTS

WOOD CEILING 1x6 TONGUE AND
GROOVE WOOD
CEILING, STAIN FINISH

2 HR RATED CEILING /
FLOOR ASSEMBLY

5/8" TYPE X GYP BD ON 7/8"
HAT CHANNELS TIGHT TO
UNDERSIDE OF STEEL
JOISTS

9'-0"

OPEN TO
STRUCTURE ABOVE

SUSPEND ALL LIGHT
FIXTURES FROM
STRUCTURE

OPEN
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2.) THE ROOF IS PROTECTED WITH 5/8" TYPE "X" GYPSUM
BOARD DIRECTLY BENEATH THE UNDERSIDE OF THE ROOF
SHEATHING OR DECK, SUPPORTED BY A MINIMUM OF 2"
NOMINAL LEDGERS ATTACHED TO THE SIDES OF THE
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4'
 - 

0"
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Ceiling Legend
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9' - 10" 4' - 2" 9' - 2" 9' - 10"

EDGE OF CONC
0' - 5 3/8"

0' - 5 3/8"

2'
 - 

6"

2'
 - 

6"

A7.2

5

A7.2
A7.3

7
A7.3 4

A7.28

A7.2 14A7.2

7

A7.2 3

6

9

8

3

2

5
A7.2

12

9

10

A7.2

11

A7.2

13

A7.3

13

A7.3

12

A7.3

10

11

2'
 - 

4"

0' - 5 3/8"

2

1

17' - 5" 12' - 7"

MATERIAL
TRANSITION

1' - 6" 1' - 6"

30' - 4"

5'
 - 

0"

EDGE OF
CONCRETE

11
' -

 2
"

8'
 - 

8"

16
' -

 0
"

8'
 - 

8"
8'

 - 
5"

17
' -

 1
"

11
' -

 2
"

6'
 - 

6"
6'

 - 
10

"

13' - 0" 19' - 0" 8' - 8" 8' - 4" 3' - 8" 13' - 4" 5' - 0" 14' - 0" 19' - 0"

12
' -

 0
"

1'
 - 

5"M
O

3'
 - 

4"
7'

 - 
5"

FACE OF
WALL IS OFF
GRID LINE

10.75" x 10.75"
GLULAM POST,
TYP

FIRE STATION
BUILDING SIGN

4

AV

AV

13' - 9 1/2"

A7.3

1

10.75 x 10.75
GLULAM

POST

6

123

A7.2 15

1' - 8"

2' - 6"
2' - 6"

2'
 - 

6"

0'
 - 

5 
1/

2"

1' - 0"

1' - 0"
2' - 7"

14

4' - 0" 4' - 0"

CT-3
CT-3 CT-3

REF INTERIOR
ELEVS FOR

CABINET
OPENING

1'
 - 

0"

FIRE-RATED PL
COUNTER TOP
40" HT

0'
 - 

6"

1' - 0"1' - 0"

+5"

+5"

5' - 0"

1'
 - 

6"

36" HT RADIO
COUNTER (PL-1)

BUILT-IN
PANTRY

KEYPAD
ENTRY

A5.5
1

36"x36" GLASS FRONT
DISPLAY CASE WITH
CORK BOARD BACK,

CLEAR ANODIZED FINISH

1'
 - 

0"

DOOR BELL

EMERGENCY PHONE

W7

Interior Wall Legend
W1 WALL TYPE #1

W2

W4 8" CMU WALL WITH 5/8" DRYWALL
ADHEARD TO SHOW SIDE, PAINT
EXPOSED FACES, BULLNOSE CORNERS

WALL TYPE #2

WALL TYPE #4

12" CMU WALL, PAINT ON EXPOSED
FACES, BULLNOSE CORNERS, TYP

12" CMU WALL, 1-1/2" FURRING WITH
5/8" DRYWALL, PAINT EXPOSED FACE

W3 WALL TYPE #3 8" CMU WALL, PAINT EXPOSED FACES,
BULLNOSE CORNERS, TYP

W5 2x6 AT 16" OC FRAMED WALL WITH 5/8"
TYPE X GYP BOARD BOTH SIDES

WALL TYPE #5

W6 2x6 AT 16" OC FRAMED WALL WITH (2)
LAYERS 5/8" TYPE X GYP BOARD BOTH
SIDES - 2 HR RATED WALL ASSEMBLY

WALL TYPE #6

W7 2x  FRAMED SHAFT WALL WITH (2)
LAYERS 1" TYPE X GYP BOARD - 2 HR
RATED SHAFT WALL ASSEMBLY

WALL TYPE #7

REF ASSEMBLY TYPES ON SHEET A5.2
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PLAN

 3/16" = 1'-0"A5.1
1 Main Level - Enlarged Plan

NORTH
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STANDING SEAM
METAL ROOF
HIGH-TEMP WATERPROOF
UNDERLAYMENT

1/4" ROOF SHEATHING

4" R-25 POLYISO ROOF
INSULATION

1-1/2" METAL ROOF DECK

ROOF FRAMING SYSTEM,
REF STRUCT

ROOF ASSEMBLY - TYPE 1

STANDING SEAM METAL
ROOF

HIGH-TEMP WATERPROOF
UNDERLAYMENT

5/8" ROOF SHEATHING

6 1/2" CCSPF
INSULATION R-38 MIN

ENGINEERED
FRAMING RAFTERS,
REF STRUCT

1x6 TONGUE AND GROOVE
SOFFIT, STAIN FINISH

12" CMU WALL, REF
STRUCT FOR HEIGHT

HORIZ & VERT
REINFORCING, REF

STRUCT

GROUT CELLS AT
REINFORCING

PRIME & PAINT
EXPOSED SURFACES

1" RADIUS
BULLNOSE

CORNERS, TYP

12" CMU WALL, REF
STRUCT FOR HEIGHT

1-1/2" WOOD FURRING

5/8" DRYWALL FINISH

PRIME & PAINT
EXPOSED SURFACES

1" RADIUS
BULLNOSE

CORNERS, TYP

4" VINYL BASE IN
EXPOSED AREAS

8" CMU WALL, REF
STRUCT FOR HEIGHT

HORIZ & VERT
REINFORCING, REF

STRUCT

GROUT CELLS AT
REINFORCING

PRIME & PAINT
EXPOSED SURFACES

1" RADIUS
BULLNOSE

CORNERS, TYP

FIRE RATING - 2 HOURS, UL-U905 FIRE RATING - 2 HOURS, UL-U301FIRE RATING - 2 HOURS, UL-U305

8" CMU WALL, REF
STRUCT FOR HEIGHT
5/8" DRYWALL FINISH

ADHERED TO CMU

PRIME & PAINT
EXPOSED SURFACES

1" RADIUS
BULLNOSE

CORNERS, TYP

4" VINYL BASE IN
EXPOSED AREAS

2x6 WD STUDS AT
16" OC

5/8" TYPE "X" GYP BD
BOTH SIDES OR

LIGHT ORANGE
PEEL FINISH, TYP

4" VINYL BASE IN
EXPOSED AREAS

ACOUSTICAL
SEALANT, TOP &

BOTTOM

BATT SOUND
INSULATION

LIGHT ORANGE PEEL
FINISH, TYP

2x6 WD STUDS AT
16" OC

(2) 5/8" TYPE "X" GYP
BD BOTH SIDES
LIGHT ORANGE

PEEL FINISH, TYP

4" VINYL BASE IN
EXPOSED AREAS

ACOUSTICAL
SEALANT, TOP &

BOTTOM

BATT SOUND
INSULATION

2x4 WD STUDS AT
16" OC

 5/8" TYPE "X"
GYP BD OR

LIGHT ORANGE
PEEL FINISH, TYP

4" VINYL BASE IN
EXPOSED AREAS

ACOUSTICAL
SEALANT, TOP &

BOTTOM

WALL FINISH
VARIES

PLAN
VIEW

2x6 WD STUDS AT
16" OC

FIRE RATING - 2 HOURS, UL-U373

SOUND
INSULATION

BREAK-AWAY
CLIPS

"H" METAL STUDS
AT 24" OC

(2) LAYERS 1"
GYP BD PANELS

3/4" AIR SPACE

METAL BASE
CHANNEL

FIRE RATING - 2 HOURS, UL-U905FIRE RATING - 2 HOURS, UL-U905FIRE RATING - 2 HOURS, UL-U905

STANDING SEAM METAL
ROOF

HIGH-TEMP WATERPROOF
UNDERLAYMENT

5/8" ROOF SHEATHING

6 1/2" CCSPF
INSULATION R-38 MIN

MANUFACTURED
WOOD TRUSS

STANDING SEAM METAL
ROOF

HIGH-TEMP WATERPROOF
UNDERLAYMENT

5/8" ROOF SHEATHING

6 1/2" CCSPF
INSULATION R-38 MIN

ROOF FRAMING
SYSTEM, REF
STRUCT

CEMENT BOARD
BEHIND ALL TILE

CEMENT BOARD
BEHIND ALL TILE

PLAN
VIEW

BASE
VIEW

PLAN
VIEW

BASE
VIEW

PLAN
VIEW

BASE
VIEW

PLAN
VIEW

BASE
VIEW

PLAN
VIEW

BASE
VIEW

PLAN
VIEW

BASE
VIEW

INTERIOR WALL - TYPE 1W1 INTERIOR WALL - TYPE 2W2 INTERIOR WALL - TYPE 3W3 INTERIOR WALL - TYPE 4W4 INTERIOR WALL - TYPE 5W5 INTERIOR WALL - TYPE 6W6 INTERIOR WALL - TYPE 7W7 INTERIOR WALL - TYPE 8W8

EXTERIOR WALL - TYPE 1E1 EXTERIOR WALL - TYPE 2E2 EXTERIOR WALL - TYPE 3E3 EXTERIOR WALL - TYPE 4E4 EXTERIOR WALL - TYPE 5E5 EXTERIOR WALL - TYPE 6E6

R1 ROOF ASSEMBLY - TYPE 2R2 ROOF ASSEMBLY - TYPE 3R3 ROOF ASSEMBLY - TYPE 4R4 ROOF ASSEMBLY - TYPE 5R5

7/8" CORRUGATED METAL
PANEL, 24 GAUGE,

COR-TEN A606
WATER-RESISTIVE

BARRIER
7/16" OSB SHEATHING

2x6 FRAMING AT 16" OC

HORIZ BLOCKING
AT 36" OC

PT MUD SILL

PT BLOCKING

MASONRY BASE

0'
 - 

6"

0'
 - 

2"

1-1/2" x 12" HORIZ METAL PANEL,
22 GAUGE, PVDF FINISH,

BOD - METAL SALES TL-17

RUSTED PATINA RECIPE:
1.) CLEAN & DEGREASE METAL,
2.) WASH WITH WHITE VINEGAR,
3.) APPLY HYDROGEN PEROXIDE &
WHITE VINEGAR AT 8:1 RATIO WITH 4
TSP SALT PER GALLON,
4.) ALLOW TO DRY.

2-1/2" R-15.3 POLYISO
INSULATION BOARD

FLUID APPLIED
WATER/AIR BARRIER

CONCEALED FASTNERS

METAL RAINSCREEN
SYSTEM, THERMAL

BRACKETS AT 24" OC

STARTER STRIP

CMU BLOCK WALL, THICKNESS
VARIES, FILL ALL UNGROUTED

CELLS WITH POLYSTYRENE
INSULATION

REIFORCING, REF
STRUCTURALS

PAINT INTERIOR
EXPOSED SURFACES

GALV FOUNDATION
BASE FLASHING

VERTICAL ATTACHMENT
BARS AT 24" OC

1-1/2" x 6" RIB  VERT METAL
PANEL, 22 GAUGE, PVDF FINISH,

BOD - METAL SALES T-10C
2-1/2" R-15.3 POLYISO

INSULATION BOARD

FLUID APPLIED
WATER/AIR BARRIER

EXPOSED FASTNERS

METAL RAINSCREEN
SYSTEM, THERMAL

BRACKETS AT 24" OC

CMU BLOCK WALL, THICKNESS
VARIES, FILL ALL UNGROUTED

CELLS WITH POLYSTYRENE
INSULATION

REIFORCING, REF
STRUCTURALS

PAINT INTERIOR
EXPOSED SURFACES

GALV FOUNDATION
BASE FLASHING

HORIZONTAL ATTACHMENT
BARS AT 24" OC

1-1/2" x 12" HORIZ METAL PANEL,
22 GAUGE, PVDF FINISH,

BOD - METAL SALES TL-17
2" R-10 XPS RIGID

INSULATION BOARD

WATER RESISTIVE
BARRIER

CONCEALED FASTNERS

METAL RAINSCREEN
SYSTEM, THERMAL

BRACKETS AT 24" OC

STARTER STRIP

7/16" OSB SHEATHING

2x6 WOOD FRAMING
AT 16" OC

PT MUD SILL W/ SILL
SEALER GASKET

GALV FOUNDATION
BASE FLASHING

VERTICAL ATTACHMENT
BARS AT 16" OC

3-1/2" CCSPF INSULATION,
R-21, COORD W/ ROUGH-IN

5/8" GYP BD

2" R-10 XPS RIGID
INSULATION BOARD

WATER RESISTIVE
BARRIER

EXPOSED FASTNERS

METAL RAINSCREEN
SYSTEM, THERMAL

BRACKETS AT 24" OC

7/16" OSB SHEATHING

2x6 WOOD FRAMING
AT 16" OC

PT MUD SILL W/ SILL
SEALER GASKET

GALV FOUNDATION
BASE FLASHING

HORIZ ATTACHMENT
BARS AT 24" OC

3-1/2" CCSPF INSULATION,
R-21, COORD W/ ROUGH-IN

5/8" GYP BD

1-1/2" x 6" RIB  VERT METAL
PANEL, 22 GAUGE, PVDF FINISH,

BOD - METAL SALES T-10C
2" R-10 XPS RIGID

INSULATION BOARD

WATER RESISTIVE
BARRIER

EXPOSED FASTNERS

METAL RAINSCREEN
SYSTEM, THERMAL

BRACKETS AT 24" OC

7/16" OSB SHEATHING

2x6 WOOD FRAMING
AT 16" OC

PT MUD SILL W/ SILL
SEALER GASKET

GALV FOUNDATION
BASE FLASHING

HORIZ ATTACHMENT
BARS AT 24" OC

3-1/2" CCSPF INSULATION,
R-21, COORD W/ ROUGH-IN

5/8" GYP BD

7/8" CORRUGATED METAL
PANEL, 24 GAUGE,

COR-TEN A606

APPARATUS BAY CONCRETE,
TROWEL FINISH

SLAB REINFORCMENT
6 MIL VAPOR BARRIER, LAP EDGES
6" & SEAL ALL PENETRATIONS

COMPACTED STRUCTURAL FILL

4" PERFORATED PIPE AT 20' OC,
CONNECT TO DEDICATED
RADON VENT STACK

SLAB AT HEATED AREAS
SLAB REINFORCMENT
6 MIL VAPOR BARRIER, LAP EDGES
6" & SEAL ALL PENETRATIONS

COMPACTED STRUCTURAL FILL
4" PERFORATED PIPE AT 20' OC,
CONNECT TO DEDICATED
RADON VENT STACK

R-10 RIGID INSULATION

HEATED CONCRETE APRON
SLAB REINFORCMENT

HYDRONIC HEAT TUBES

COMPACTED
STRUCTURAL FILL

100 PSI XPS R-10 RIGID
INSULATION

SITE FLATWORK, PATIOS AND
SIDEWALKS

0'
 - 

6"

0'
 - 

4"

0'
 - 

8"

0'
 - 

4"

COMPACTED
STRUCTURAL FILL

6" THICKENED SLAB EDGE
(NOT SHOWN)

R-5 SLAB EDGE (NOT SHOWN)

FLOOR ASSEMBLY - TYPE 1

4" COMPOSITE CONC DECK,
TROWEL FINISH & SEAL

STEEL JOIST, REF STRUCT

7/8" HAT CHANNELS

5/8" TYPE "X" GYP BD

FIRE RATING - 2 HOURS, UL-G505
OPTIONAL USE OF UL-G529

F1 FLOOR ASSEMBLY - TYPE 2F2 FLOOR ASSEMBLY - TYPE 3F3 FLOOR ASSEMBLY - TYPE 4F4 FLOOR ASSEMBLY - TYPE 5F5

60 MIL TPO MEMBRANE
ROOF WITH HEAT-WELDED
SEAMS

POLYISO INSUL,
6" MIN, TAPER
1/4" PER FT TO
DRAIN

COMPOSITE CONC
ROOF DECK

STEEL JOISTS,
REF STRUCT
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3' - 1"

TO EDGE OF FASCIA

4' - 0"

TO END OF JOIST TAIL

3' - 7 1/4"

Bay Plate Height 2
117'-4"

Material Change
114'-5"

Finished Floor
100'-0"

0'
 - 

5"

SPRING POINT OF
UNDERSIDE OF METAL DECK

AND GRIDLINEX

ROOF ASSEMBLY

2x8 FASCIA BLOCKING

2" MTL DRIP EDGE

2x12 SUB FASCIA

MTL FASCIA

METAL SOFFIT PANELS

J-CHANNEL TRIM

EXTERIOR FINISH

THRU WALL FLASHING,
MATCH E3 FINISH

4" MTL STUD FURRING

EXTERIOR FINISH

SINGLE PIECE SILL FLASHING,
EXTEND UP WALL 4" & SEAL

WITH BUTYL TAPE, EXTEND 2"
MIN BELOW GRADE TO

PROTECT RIGID INSULATION

FLUID-APPLIED
DAMPPROOFING, EXTEND

OVER TOP OF FOOTING

3" R-15 XPS FOUNDATION
INSULATION

COMPACTED BACKFILL

4" PERFORATED FOUNDATION
DRAIN IN FILTER FABRIC SOCK,

DRAIN TO DAYLIGHT

2" OF TOPSOIL ON 6" NATIVE
FILL, SLOPE GRADE AWAY

FROM STRUCTURE MIN 4" IN
THE FIRST 10'

INTERIOR CONCRETE
SLAB, REF STRUCTURAL
DRAWINGS

PERIMETER ELASTOMERIC
SEALANT AND BACKER
ROD

2'
 - 

0"

COMPLETELY FILL
JUNCTION BETWEEN
DECK AND BOND BEAM
WITH SPF

JOIST SEAT, REF
STRUCT

STL EDGE ANGLE

X

TO END OF TS

5' - 6"

TO EDGE OF FASCIA

5' - 9"

Finished Floor
100'-0"

3' - 1"

TO EDGE OF FASCIA

4' - 0"

TO END OF JOIST TAIL

3' - 7 1/4"

Bay Plate Ht 1
112'-8"

Finished Floor
100'-0"

X

0'
 - 

3"

OVERHANG DIMENSIONS
VARY, REF ROOF PLAN

Plate Height
110'-4 1/2"

Finished Floor
100'-0"

3' - 0"

X

2' - 1"

FLOOR TYPE 1

Apparatus Bay - Bay Plate Height 2 Apparatus Bay - North Rake End Apparatus Bay - Bay Plate Height 1 Typical Framed Wall

ROOF ASSEMBLY

2x8 FASCIA BLOCKING

2" MTL DRIP EDGE

2x12 SUB FASCIA

MTL FASCIA

METAL SOFFIT PANELS

J-CHANNEL TRIM

EXTERIOR FINISH

2-1/2" MTL STUD
FURRING

SINGLE PIECE SILL FLASHING,
EXTEND UP WALL 4" & SEAL

WITH BUTYL TAPE, EXTEND 2"
MIN BELOW GRADE TO

PROTECT RIGID INSULATION

FLUID-APPLIED
DAMPPROOFING, EXTEND

OVER TOP OF FOOTING

3" R-15 XPS FOUNDATION
INSULATION

COMPACTED BACKFILL

HEATED CONC APRON

INTERIOR
CONCRETE SLAB,
REF STRUCTURAL
DRAWINGS

ELASTOMERIC
SEALANT AND
BACKER ROD

COMPLETELY FILL
JUNCTION BETWEEN
DECK AND BOND BEAM
WITH SPF

STL BEAM, REF
STRUCT

STL EDGE ANGLE

ROOF ASSEMBLY

2x8 FASCIA BLOCKING

2" MTL DRIP EDGE

2x12 SUB FASCIA
MTL FASCIA

METAL SOFFIT PANELS

J-CHANNEL TRIM
4" MTL STUD FURRING

EXTERIOR FINISH

STL EDGE ANGLE

4" PERF PIPE AT 20' ON
CENTER, CONNECT TO
RADON VENT STACK

4" PERF PIPE AT 20' ON
CENTER, CONNECT TO
RADON VENT STACK

4" PERF PIPE AT 20' ON
CENTER, CONNECT TO
RADON VENT STACK

FLUID-APPLIED
DAMPPROOFING, EXTEND

OVER TOP OF FOOTING

3" R-15 XPS FOUNDATION
INSULATION

COMPACTED BACKFILL

FLUID-APPLIED
DAMPPROOFING, EXTEND

OVER TOP OF FOOTING

3" R-15 XPS FOUNDATION
INSULATION

COMPACTED BACKFILL

4" PERFORATED FOUNDATION
DRAIN IN FILTER FABRIC SOCK,

DRAIN TO DAYLIGHT

4" PERFORATED FOUNDATION
DRAIN IN FILTER FABRIC SOCK,

DRAIN TO DAYLIGHT

SINGLE PIECE SILL FLASHING,
EXTEND UP WALL 4" & SEAL

WITH BUTYL TAPE, EXTEND 2"
MIN BELOW GRADE TO

PROTECT RIGID INSULATION

2" OF TOPSOIL ON 6" NATIVE
FILL, SLOPE GRADE AWAY

FROM STRUCTURE MIN 4" IN
THE FIRST 10'

SINGLE PIECE SILL FLASHING,
EXTEND UP WALL 4" & SEAL

WITH BUTYL TAPE, EXTEND 2"
MIN BELOW GRADE TO

PROTECT RIGID INSULATION

2" OF TOPSOIL ON 6" NATIVE
FILL, SLOPE GRADE AWAY

FROM STRUCTURE MIN 4" IN
THE FIRST 10'

ROOF ASSEMBLY

2x6 FASCIA BLOCKING

2" MTL DRIP EDGE

2x10 SUB FASCIA
MTL FASCIA

J-CHANNEL TRIM

METAL SOFFIT PANELS
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Main Level
100' - 0"

1

Plate Height
110' - 4 1/2"

3' - 0"

1x6 TRIM, CONTINUOUS

1x6 T&G SOFFIT, STAIN

GLULAM BEAM, REF
STRUCT

GLULAM COLUMN, REF
STRUCT

BIKE RACK, REF SITE
DETAILS

PORCH CONC SLAB,
SLOPE NOT SHOWN FOR
CLARITY

0'
 - 

6"

CONC PIER W/ 3/4"
CHAMFERED EDGE

ROCK BED, REF
SITE PLAN

2x6 FASCIA & 2x10 SUB-
FASCIA W/ BREAK MTL

WRAP

MTL DRIP CAP, MATCH
ROOF COLOR

1' - 1 1/2"

R4

0' - 5 3/8"

BLOCKING, REF STRUCT

0' - 1 1/2"

STANDING SEAM
METAL ROOF

Mezzanine Level
112' - 0"

J

Plate Height
110' - 4 1/2"

W7

W5

F5

0' - 9 1/4"
P

LA
TE

 H
T 

W
/ 2

x1
0 

TO
P 

C
H

O
R

D

11
' -

 7
 1

/2
"

(2) LAYERS OF 1" GYP BD SHAFT
WALL TO PROTECT TRUSS TOP
CHORD EXTENSIONS

4' - 1"

SOLAR PANEL
R3

R2

MNFR
TRUSS BY
OTHERS

BEAM WRAP W/
(2) LAYERS 5/8"

GYP BD

SUSPENDED ACOUSTIC
TILE CEILING

STL BEAM, REF
STRUCT

ENCLOSED 2-HR SPACE

42" HT PIPE
GUARDRAIL

Main Level
100' - 0"

Mezzanine Level
112' - 0"

G

Plate Height
110' - 4 1/2"

A5.5
8

F5

W5

COLUMN BEYOND

STL PIPE GUARDRAIL

EDGE ANGLE

MASONRY INFILL
AT TOP OF WALL

5/8" GYP BD ON 7/8" HAT
CHANNELS - 2 HR RATED
FLOOR/CEILNG ASSEMBLY

FIRE RATED
COILING COUNTER
DOOR

FIRE-RATED
COUNTER

DOOR
BEYOND

3'
 - 

6"

3'
 - 

4 
1/

2"
4'

 - 
1 

1/
2"

 M
O

F1F2

2'
 - 

0 
1/

2"
8'

 - 
0"

DUCT CHASE

SUSPENDED GYP BD
CEILING OVER KITCHEN,

REF CEILING PLANS

KITCHEN CABINETS

90 MIN RATED
COILING COUNTER
DOOR

M

Plate Height
110' - 4 1/2"

1' - 0"

D
R

O
P

PE
D

 C
H

O
R

D
 G

IR
D

ER
 T

R
U

S
S

G
IR

D
ER

 T
R

U
SS

E5

1'
 - 

0"

1' - 0"

METAL PANEL SOFFIT

STEPPED FASCIA

HORIZONTAL METAL TRIM

GLULAM BEAM

GLULAM COLUMN

MTL CONNECTION PLATE,
"BLACK" FINISH, REF STRUCT

4"
 C

O
R

TE
N

 T
R

IM

E6

1x6 T&G SOFFIT ON
7/16" OSB SHEATHING
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DETAILS

 3/4" = 1'-0"A5.4
6 Front Porch Eave Detail

 3/4" = 1'-0"A5.4
17 Detail Section at Mezzanine

 3/4" = 1'-0"A5.4
18 Detail Section at Kitchen

 3/4" = 1'-0"A5.4
19 Patio Gable End Detail
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A5.5

DETAILS

 1/2" = 1'-0"A5.5
1 ADA Restrooms - Enlarged Plan

 1/2" = 1'-0"A5.5
2 Restroom Front View, Typ

 1/2" = 1'-0"A5.5
3 Restroom Side View, Typ

 3/8" = 1'-0"A5.5
4 Stair Section

 3/4" = 1'-0"A5.5
5 Aparatus Bay Interior Column

 3/4" = 1'-0"A5.5
6 Front Pilaster Detail

 1" = 1'-0"A5.5
7 Entry Column Detail

 1 1/2" = 1'-0"A5.5
8 Guardrail Detail
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A5.6

DETAILS

 3/4" = 1'-0"A5.6
1 Parapet Wall Detail

 3/4" = 1'-0"A5.6
2 Roof / Wall / Roof Detail 1

 3/4" = 1'-0"A5.6
3 Roof /  Wall / Roof Detail 2

 3/4" = 1'-0"A5.6
4 Roof Peak Detail

 3/4" = 1'-0"A5.6
5 Pitchbreak Detail

 1" = 1'-0"A5.6
6 Hidden Gable Detail

 3/4" = 1'-0"A5.6
7 Gable End Detail 1

 3/4" = 1'-0"A5.6
8 Gable End Detail 2
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A6.1

DOOR
SCHEDULE

Door Schedule
NO. ROOM NAME TYPE HEIGHT WIDTH

DOOR
MATERIAL GLAZING FIRE RATING HARDWARE SET FRAME TYPE

FRAME
MATERIAL HEAD JAMB THRESHOLD NOTES

001 APPARTUS BAY 101 A 14' - 0" 14' - 0" OH STEEL OH DOOR
002 APPARTUS BAY 101 A 14' - 0" 14' - 0" OH STEEL OH DOOR
003 APPARTUS BAY 101 A 14' - 0" 14' - 0" OH STEEL OH DOOR
004 APPARTUS BAY 101 A 14' - 0" 14' - 0" OH STEEL OH DOOR
005 APPARTUS BAY 101 A.1 12' - 0" 12' - 0" OH STEEL OH DOOR
006 APPARTUS BAY 101 B 4' - 0" 8' - 0" HM 90 MIN OH DOOR
007 APPARTUS BAY 101 C 7' - 0" 3' - 0" HM PANIC CLSR
008 DAYROOM 130 D 8' - 0" 8' - 0" ALUM DEADBOLT/THUMB SLIDER - RH ACTIVE
009 DAYROOM 130 D 8' - 0" 8' - 0" ALUM DEADBOLT/THUMB SLIDER - LH ACTIVE
010 DAYROOM 130 C 8' - 0" 3' - 0" HM EXTERIOR/CLSR
011 MULTI-PURPOSE 117 C 7' - 0" 3' - 0" HM PANIC CLSR
012 ENTRY #2 113 8' - 0" 6' - 0" WOOD PUSH/PULL CLSR ALUM
013 ENTRY #2 113 8' - 0" 6' - 0" WOOD PANIC CLSR ALUM
014 ENTRY #1 106 8' - 0" 6' - 0" WOOD PUSH/PULL CLSR ALUM
015 ENTRY #1 106 8' - 0" 6' - 0" WOOD PANIC CLSR ALUM
016 APPARTUS BAY 101 C 7' - 0" 3' - 0" HM PANIC CLSR
101 MAIN LOBBY 114 7' - 0" 3' - 0" HM 90 MIN CLASSROOM
102 APPARTUS BAY 101 7' - 0" 6' - 0" HM PASSAGE CLSR
103 EMS STORAGE 102 7' - 0" 3' - 0" HM STORE ROOM CLSR
104 DAYROOM 130 7' - 0" 3' - 0" HM 90 MIN CLASSROOM
105 SCBA 104 7' - 0" 3' - 0" HM PASSAGE CLSR
106 DECON/UTILITY 105 7' - 0" 3' - 6" HM PASSAGE CLSR
107 CHIEF'S OFFICE 108 7' - 0" 3' - 0" WOOD OFFICE
108 CONF RM 109 7' - 0" 3' - 0" WOOD OFFICE
109 ASST CHIEF'S OFFICE 110 7' - 0" 3' - 0" WOOD OFFICE
110 MAIN LOBBY 114 7' - 0" 3' - 0" WOOD OFFICE
111 STORAGE 112 7' - 0" 3' - 0" WOOD CLASSROOM
112 TOILET 115 7' - 0" 3' - 0" WOOD PRIVACY CLSR
113 TOILET 116 7' - 0" 3' - 0" WOOD PRIVACY CLSR
114 MAIN LOBBY 114 7' - 0" 3' - 0" WOOD CLASSROOM
115 MULTI-PURPOSE 117 7' - 0" 6' - 0" WOOD PASSAGE
116 MULTI-PURPOSE 117 7' - 0" 3' - 0" WOOD PASSAGE
117 MECH 120 7' - 0" 6' - 0" HM STORE ROOM CLSR
118 MAIN LOBBY 114 7' - 0" 3' - 0" HM STORE ROOM CLSR
119 MAIN LOBBY 114 7' - 0" 3' - 0" WOOD CLASSROOM
120 FITNESS 123 7' - 0" 3' - 0" WOOD CLASSROOM
121 LAUNDRY 124 7' - 0" 3' - 0" WOOD PASSAGE CLSR
122 ANTE 125 7' - 0" 3' - 0" WOOD PUSH/PULL CLSR
123 6' - 8" 3' - 0"
124 BUNKER GEAR 128 7' - 0" 3' - 0" HM 90 MIN PASSAGE CLSR
125 ANTE 127A 7' - 0" 3' - 0" WOOD PUSH/PULL CLSR
126 MEN'S LOCKER 127 7' - 0" 3' - 0" WOOD PUSH/PULL CLSR
127 DAYROOM 130 7' - 0" 3' - 0" HM 90 MIN STORE ROOM CLSR
128 HALL 132 7' - 0" 3' - 0" WOOD 90 MIN PASSAGE
129 DORM #1 7' - 0" 3' - 0" WOOD PRIVACY
130 DORM #2 7' - 0" 3' - 0" WOOD PRIVACY
131 DORM #3 7' - 0" 3' - 0" WOOD PRIVACY
132 DORM #4 7' - 0" 3' - 0" WOOD PRIVACY
133 STORAGE 137 7' - 0" 3' - 0" WOOD PASSAGE

 1/4" = 1'-0"A6.1
1 Garage Door Elevation

 1/4" = 1'-0"A6.1
2 Exterior Door

 1/4" = 1'-0"A6.1
3 Entrance Door

 1/4" = 1'-0"A6.1
4 Sidelight

 1/4" = 1'-0"A6.1
5 Coiling Service Door

 1/4" = 1'-0"A6.1
6 Half Lite

 1/4" = 1'-0"A6.1
7 Pair Flush

 1/4" = 1'-0"A6.1
8 Single Flush

 1/4" = 1'-0"A6.1
9 Slider

 1/4" = 1'-0"A6.1
10 Frame Type 1

 1/4" = 1'-0"A6.1
11 Frame Type 2

 1/4" = 1'-0"A6.1
12 Frame Type 3

 1/4" = 1'-0"A6.1
13 Frame Type 4

 1/4" = 1'-0"A6.1
14 Frame Type 5

 1/4" = 1'-0"A6.1
15 Fire Door - Single

 1/4" = 1'-0"A6.1
16 Frame Type 1A
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A6.2

WINDOW
SCHEDULE

No. Height Width Operation Head Height Head Jamb Sill Notes
A1 4' - 0" 7' - 8" Slider 7' - 0" RH Operable
B1 8' - 2" 6' - 4" Fixed 8' - 10"
C1 7' - 6" 1' - 6" Fixed 8' - 2" Sidelite
C2 7' - 6" 1' - 6" Fixed 8' - 2" Sidelite
D1 6' - 0" 5' - 0" Awning 9' - 0" Top Awning
D2 6' - 0" 5' - 0" Awning 9' - 0" Top Awning
D3 6' - 0" 5' - 0" Awning 9' - 0" Top Awning
E1 8' - 0" 14' - 0" Awning 10' - 0"
F1 7' - 0" 6' - 0" Awning 9' - 6"
G1 7' - 0" 3' - 0" Awning 9' - 6"
G2 7' - 0" 3' - 0" Awning 9' - 6"
H1 7' - 0" 11' - 6" Awning 9' - 6"
J1 2' - 0" 3' - 6" Fixed 9' - 0"
J2 2' - 0" 3' - 6" Fixed 9' - 0"
J3 2' - 0" 3' - 6" Fixed 9' - 0"
J4 2' - 0" 3' - 6" Fixed 9' - 0"
J5 2' - 0" 3' - 6" Fixed 9' - 0"
J6 2' - 0" 3' - 6" Slider 9' - 0"
J7 2' - 0" 3' - 6" Fixed 9' - 0"
J8 2' - 0" 3' - 6" Fixed 9' - 0"
K1 5' - 0" 9' - 8" Awning 8' - 0" Bottom Awning
L1 6' - 0" 3' - 6" Awning 9' - 0" Egress
L2 6' - 0" 3' - 6" Awning 9' - 0" Egress
L3 6' - 0" 3' - 6" Awning 9' - 0" Egress
L4 6' - 0" 3' - 6" Awning 9' - 0" Egress
L5 6' - 0" 3' - 6" Awning 9' - 0" Egress
M1 7' - 0" 4' - 0" Louver 13' - 9" Ref Mech
N1 5' - 0" 3' - 0" Fixed 105' - 0" Skylight
N2 5' - 0" 3' - 0" Fixed 105' - 0" Skylight
N3 5' - 0" 3' - 0" Fixed 105' - 0" Skylight
N4 5' - 0" 3' - 0" Fixed 105' - 0" Skylight
N5 5' - 0" 3' - 0" Fixed 105' - 0" Skylight
N6 5' - 0" 3' - 0" Fixed 105' - 0" Skylight
N7 5' - 0" 3' - 0" Fixed 105' - 0" Skylight
N8 5' - 0" 3' - 0" Fixed 105' - 0" Skylight
N9 5' - 0" 3' - 0" Fixed 105' - 0" Skylight
N10 5' - 0" 3' - 0" Fixed 105' - 0" Skylight
P1 3' - 0" 1' - 8" Fixed 103' - 0" Skylight
P2 3' - 0" 1' - 8" Fixed 103' - 0" Skylight

Window Schedule

 1/4" = 1'-0"A6.2
1 Window Type A

 1/4" = 1'-0"A6.2
2 Window Type B

 1/4" = 1'-0"A6.2
3 Window Type C

 1/4" = 1'-0"A6.2
4 Window Type D

 1/4" = 1'-0"A6.2
5 Window Type E

 1/4" = 1'-0"A6.2
6 Window Type F

 1/4" = 1'-0"A6.2
7 Window Type G

 1/4" = 1'-0"A6.2
8 Window Type H

 1/4" = 1'-0"A6.2
9 Window Type J

 1/4" = 1'-0"A6.2
10 Window Type K

 1/4" = 1'-0"A6.2
11 Window Type L

 1/4" = 1'-0"A6.2
12 Louver Elevation Type M
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 1 1/2" = 1'-0"A6.2
13 Skylight Detail
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DOOR &
WINDOW
DETAILS
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 1 1/2" = 1'-0"A6.3
3 Sectional Door Details

 1" = 1'-0"A6.3
4 Overhead Coiling Door Detail

Red Line Set
Incomplete
Information



Finish Material Legend

GENERAL NOTES
1.) ALL FURNITURE SHALL BE PROVIDED BY THE OWNER.
2.) ALL FIXED FURNITURE (BUILT-INS, ETC.) SHALL BE PROVIDED BY THE CONTRACTOR.
3.) RESIDENTIAL APPLIANCES SHALL BE PROVIDED BY THE OWNER AND INSTALLED BY THE CONTRACTOR.
4.) ALL PRODUCT COLOR SELECTIONS APPROVED BY ARCHITECT.

ABBREVIATIONS
(OFCI)  OWNER-FURNISHED, CONTRACTOR INSTALLED
(OFOI)  OWNER-FURNISHED, OWNER INSTALLED
(BOD) BASIS-OF-DESIGN PRODUCT OR EQUAL

INTERIOR DOOR JAMB & HEAD

WALL AND CORNER PROTECTION

"BLACK"VINYL CORNER GUARD 3" x 3"

INTERIOR EXPOSED CORNERS"STAINLESS STL"SS CORNER GUARD 2" x 2"

ROLL PRODUCT

RESILIENT BASE

"BLACK"VB-1  VINYL BASE 1 4"

ROLL PRODUCTVB-2  VINYL BASE 2 6"

BLACK-OUT SHADES, MULTI-PURPOSE & DORM ROOMS

WINDOW SHADES

"BLACK"WS-1  ROLLER SHADES

OFFICES, FITNESS & DAYROOM 3% OPEN"BEIGE"WS-2  WINDOW SHADES

KITCHEN COUNTERS; RESTROOM VANITIES (CVT)

SOLID SURFACE COUNTERTOPS

"NIGHT SKY"SS-1 COUNTERTOPS

1/4" THICK - ALL INTERIOR WINDOW SILLS"ANTHRACITE"SS-2  WINDOW STOOLS

"BLACK"

100% OPAQUE

5% OPEN

BOD - SWANSTONE

BOD - CORIAN

SWITCHPLATES & OUTLET COVERS

OUTLET AND SWITCH COVERS

"STAINLESS STEEL"FACE PLATES

TELE/DATA OUTLETS"STAINLESS STEEL"FACE PLATES

RESTROOMS & SHOWER WALLS, BLACK GROUT

CERAMIC TILE

2 x 6 SUBWAY

1 x 6 POLISHED GLASS TILE, ACCENT ROW"RED"

CT-1 BASE WALL TILE

CT-2 ACCENT TILE

SHOWER FLOORS, BLACK GROUT, TYP"LIGHT GRAY"CT-3 FLOOR TILE

"LIGHT GRAY"

2 x 2

1 x 6

STAIN COLOR FROM MANUFACTURER'S STANDARD

INTERIOR FLUSH DOORS

PLAIN SLICE RED OAK

ALL INTERIOR DOORS"BLACK"

FLUSH DOORS

HM DOOR FRAME

ALL HINGES, LEVERS, AND ACCESSORIES"NICKEL SATIN"DOOR HARDWARE

STAIN COLOR FROM MANUFACTURER'S STANDARD

MAIN ENTRANCE DOORS

PLAIN SLICE RED OAK

ALL INTERIOR DOORS"BLACK"

WOOD FRAMED

HM DOOR FRAME

ALL HINGES, LEVERS, AND ACCESSORIES"BRASS"DOOR HARDWARE

CUSTOM VERTICAL DOOR PULL ON EXTERIOR"BRASS"DOOR PULLS

ACT-1 ACOUTIC CEILING TILE 2' x 4' WHITE ARMSTRONG CORTEGA, SECOND LOOK, 1X1 PANEL

ACOUSTIC CEILING TILE

CPT-1 CARPET TILE 2' x 2' PATTERN TYPE BY OWNER, $35 SY ALLOWANCE

CPT-2 CARPET TILE 2' x 2' PATTERN RESERVED

CARPET TILE

CONC 1 EXTERIOR BROOM FINISH

CONC 2 APPARATUS BAY TROWEL FINISH

CONCRETE FINISHES

CONC 3 FINISHED LIVING POLISHED FINISH

ENTRY GRATE 1 6' x 10' BOD - BALCO SSMR-118, MILL FINISH

COMMERICAL FLOOR GRATE

STAINLESS

ENTRY GRATE 2 7' x 10' BOD - BALCO SSMR-118, MILL FINISHSTAINLESS

SEALED

SEALED

BUILT-IN COUNTER TOPS AND WORK SURFACES

PLASTIC LAMINATE

DUNNO

COILING DOOR COUNTERDUNNO

PL-1 PLASTIC LAMINATE 1

PL-2 PLASTIC LAMINATE 2

HEAVY DUTY METAL LOCKERS

METAL LOCKERS

"BLACK"

HEAVY DUTY METAL LOCKERS"BLACK"

ANTE ROOM LOCKERS

BUNKER GEAR LOCKERS

(8) QNT

(8) QNT

(2) COATS OVER SURFACE FILLER

INTERIOR PAINT

"WHITE"

SW-DRYFALL FLAT"WHITE"

P-1 CMU WALLS

P-2 OPEN STRUCTURE & DECK

PRIME AND (2) COATS, SATIN FINISHSW "SILVER GRAY"P-3 GENERAL INTERIOR

PRIME AND (2) COATS, EGGSHELL FINISHP-4 RESTROOMS

PRIME AND (2) COATS, SATIN FINISHSW "CLARY SAGE"P-5 MULTI-PURPOSE ROOM

PRIME AND (2) COATSSW "LOCH BLUE"P-6 DORM ROOMS

SW "SILVER GRAY"

OVERHEAD MOUNT, SS HARDWARE

TOILET PARTITIONS

"GRAY"HDPE SOLID SURFACE

WILSONART

WILSONART

000
ROOM

0' - 6"

0'
 - 

6"

SECURITY
FASTENERS

ROOM
NUMBER

BRAILLE TACTILE
LETTERING

ROOM NAME

MOUNT MIN 48" ABOVE
FLOOR ON LATCH SIDE OF
DOOR, TYP

0'
 - 

3"

WALL TILE

WP MEMBRANE,
EXTEND UP WALL

5/8" CEMENT
BOARD BACKER

DRAIN W/
CLAMPING RING

CT-3 FLOOR TILE
ON THINSET

WATERPROOF
MEMBRANE, BOD -
SCHLUTER KERDI

SLOPED THICKSET
-1" MIN

THICKENED
CONCRETE SLAB

R-10 RIGID INSUL

ALIGN TILE WITH
T/O CONC FLOOR

SAWCUT CLEAN EDGE
& SEAL PRIOR TO TILE

INSTALLATION

7'
 - 

0"

0'
 - 

4 
1/

2"
1'

 - 
3 

1/
4"

3'
 - 

8 
3/

4"
1'

 - 
6 

3/
4"

0'
 - 

6"
0'

 - 
6"

1' - 11 3/4"

1' - 11"

EQ EQ

0' - 2 3/4" 1' - 4" 1' - 4" 1' - 4"

0'
 - 

1 
1/

2"
2'

 - 
0 

3/
4"

1'
 - 

11
"

1' - 8"

WARDROBE SECTION

WARDROBE PLAN
(ORIENTATION VARIES)

WARDROBE DOOR
PANEL

HEAVY-DUTY
CONCEALED
HINGES

SHELF

METAL HANGING
ROD

SOLID TOP PANEL

DOOR PULL AND
CABINET LOCK

SHELF

(2) DRAWER WITH
SLIDES, MELAMINE
BOTTOMS

VINYL BASE

ALL EXPOSED FACES
VENEER GRADE
FURNITURE
PLYWOOD, STAIN &
POLY FINISH (ST-1)

1-1/2" DIA
MTL ROD

SHELF

HINGED
FRONT
PANEL

SECURE TO
BACK WALL

FILLER
STRIP

FACE OF
WALL
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A7.1

FINISH
SCHEDULE &
DETAILS

NO. NAME AREA PERIMETER BASE FLOOR FINISH WALL TYPE WALL FINISH CEILING TYPE
CEILING
FINISH NOTES

101 APPARATUS BAY 6812 SF 376' - 8 15/16" NONE SEALED CONC BLOCK PAINT P-1 OPEN DFP-1 PAINT EXPOSED STRUCTURE & DECK
102 EMS STORAGE 132 SF 46' - 2 3/4" NONE SEALED CONC BLOCK PAINT P-1 GYP BD - 2 HR PAINT P-2
103 SHOP 200 SF 58' - 5 1/8" NONE SEALED CONC BLOCK PAINT P-1 GYP BD - 2 HR PAINT P-2
104 SCBA 152 SF 50' - 3 1/8" NONE SEALED CONC BLOCK PAINT P-1 GYP BD PAINT P-2
105 UTILITY / DECON 192 SF 75' - 8 1/4" NONE SEALED CONC BLOCK PAINT P-1 GYP BD PAINT P-2
106 ENTRY #1 68 SF 33' - 3 1/2" 4" VINYL POLISHED CONC GYP BD PAINT P-2 WOOD STAIN ENTRY GRATE
107 LOBBY 240 SF 69' - 5 7/16" 4" VINYL CARPET TILE GYP BD PAINT P-2 ACT
108 CHIEF'S OFFICE 194 SF 55' - 10 1/2" 4" VINYL CARPET TILE GYP BD PAINT P-2 ACT
109 CONF RM 155 SF 49' - 9 1/2" 4" VINYL CARPET TILE GYP BD PAINT P-2 ACT
110 ASST CHIEF'S OFFICE 155 SF 49' - 11 11/16" 4" VINYL CARPET TILE GYP BD PAINT P-2 ACT
111 RECEPTION & WATCH 212 SF 58' - 10 9/16" 4" VINYL CARPET TILE GYP BD PAINT P-2 ACT
112 STORAGE 91 SF 39' - 9 3/4" 4" VINYL CARPET TILE GYP BD PAINT P-2 ACT
113 ENTRY #2 90 SF 38' - 0 1/2" 4" VINYL POLISHED CONC GYP BD PAINT P-2 WOOD STAIN ENTRY GRATE
114 MAIN LOBBY 420 SF 130' - 8 3/4" 4" VINYL POLISHED CONC GYP BD PAINT P-2 WOOD STAIN
115 TLT 48 SF 27' - 10 1/4" 6" VINYL POLISHED CONC GYP BD PAINT P-3 GYP BD PAINT P-3
116 TLT 48 SF 27' - 8 3/4" 6" VINYL POLISHED CONC GYP BD PAINT P-3 GYP BD PAINT P-3
117 MULTI-PURPOSE 677 SF 112' - 4 3/16" 4" VINYL CARPET TILE GYP BD PAINT P-2 ACT
118 TABLES 25 SF 21' - 6" 4" VINYL CARPET TILE GYP BD PAINT P-2 ACT
119 CHAIRS 34 SF 28' - 9" 4" VINYL CARPET TILE GYP BD PAINT P-2 ACT
120 MECH 270 SF 65' - 11 1/4" 4" VINYL SEALED CONC GYP BD PRIME OPEN
121 ELEC / COMM 89 SF 41' - 10 1/4" 4" VINYL SEALED CONC GYP BD PRIME OPEN
122 CORRIDOR 346 SF 124' - 5" 4" VINYL POLISHED CONC GYP BD PAINT P-4 ACT
123 FITNESS 391 SF 80' - 7" 4" VINYL POLISHED CONC GYP BD PAINT P-4 ACT
124 LAUNDRY 75 SF 35' - 6" 4" VINYL POLISHED CONC GYP BD PAINT P-4 ACT
125 ANTE 42 SF 26' - 1" 4" VINYL POLISHED CONC GYP BD PAINT P-4 ACT
126 WOMEN'S LOCKER ROOM 232 SF 96' - 10 1/4" TILE POLISHED CONC CEMENT BD / GYP BD PAINT P-5 GYP BD PAINT P-5 REF INTERIORS FOR TILE
127 MEN'S LOCKER ROOM 331 SF 128' - 10 1/2" TILE POLISHED CONC CEMENT BD / GYP BD PAINT P-5 GYP BD PAINT P-5 REF INTERIORS FOR TILE
127A ANTE 39 SF 25' - 3 3/16" 4" VINYL POLISHED CONC CEMENT BD / GYP BD PAINT P-5 ACT
128 BUNKER GEAR 524 SF 96' - 2 5/8" NONE POLISHED CONC BLOCK PAINT P-1 ACT 2-HR LID ABOVE
129 MOP 33 SF 25' - 2 3/4" 6" VINYL SEALED CONC BLOCK PAINT P-4 GYP BD - 2 HR PAINT P-4
130 DAY ROOM 991 SF 153' - 11 1/8" 4" VINYL POLISHED CONC GYP BD PAINT P-4 ACT 2-HR LID ABOVE
131 KITCHEN 325 SF 82' - 7 1/4" 4" VINYL POLISHED CONC GYP BD PAINT P-5 GYP BD PAINT P-5 2-HR LID ABOVE
132 HALL 148 SF 70' - 7 3/4" 4" VINYL CARPET TILE GYP BD PAINT P-4 ACT
133 DORM #1 151 SF 49' - 3 15/16" 4" VINYL CARPET TILE GYP BD PAINT P-4 ACT
134 DORM #2 215 SF 60' - 2" 4" VINYL CARPET TILE GYP BD PAINT P-4 ACT
135 DORM #3 155 SF 49' - 10" 4" VINYL CARPET TILE GYP BD PAINT P-4 ACT
136 DORM #4 151 SF 49' - 2" 4" VINYL CARPET TILE GYP BD PAINT P-4 ACT
137 STOR 26 SF 22' - 10 3/4" 4" VINYL POLISHED CONC GYP BD PAINT P-4 ACT
201 MEZZANINE STORAGE 1785 SF 196' - 8 1/2" 4" VINYL SEALED CONC BLOCK / GYP BD PRIME OPEN NONE
Grand total 16263 SF

Finish Schedule

 3" = 1'-0"A7.1
1 Room Signage

 1" = 1'-0"A7.1
2 Shower Floor Detail

 1" = 1'-0"A7.1
3 Wardrobe
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48" UNIT 48" UNIT

COUNTER TOP
WITH BACK
SPLASH (PL-1)

SINK

3'
 - 

0"

116 115

0'
 - 

6"

0' - 5" 1' - 10"

2'
 - 

9"

AV RACK, 24"
DEEP, ADJ
SHELVES,
OPEN BACK

7'
 - 

0"

OWNER FURNISHED
FLATSCREEN TV

UNIV ADJUSTABLE
TILT/SWIVEL WALL
MOUNT BRACKET

CL OF
ROOM

3'
 - 

0"

7'
 - 

6"

3'
 - 

0"

KITCHEN VENT
HOOD

SOLID SURFACE
COUNTER TOP
(SS-1)

1/4" PLATE STL
OVERHANG SUPPORT

CABINET END
PANEL45" UNIT

006

FIRE RATED
COILING

COUNTER
DOOR

FIRE RATED
COUNTER TRIM PANEL

3'
 - 

0"
1'

 - 
6"

3'
 - 

0"

SOLID SURFACE
COUNTER TOP
(SS-1)

APPLIANCES BY
OWNER

3'
 - 

0"
3'

 - 
4"

1'
 - 

8"

BULKHEAD AT
DROPPED KITCHEN
CEILING
EXHAUST HOOD

FACE PANELS

VINYL WALL BASE

SOLID SURFACE
COUNTER TOP (SS-1)
SUPPORT WITH SOLID
1/4" PLATE STL

006

104

APPLIANCES BY
OWNER

FIRE RATED
COILING

COUNTER DOOR
SOLID SURFACE

COUNTER TOP (SS-1)

(2) BAY DEEP BOWL
STAINLESS STL SINK

WITH G. DISPOSAL

DW
48" UNIT 40" UNIT

CORNER UPPER
CABINET UNIT

45" UNIT

TRIM PANEL

REF 1 REF 2 REF 3

0'
 - 

6"
1'

 - 
6"

6'
 - 

0"

3'
 - 

0"

ICE
MAKER

27

FIRE RATED
COILING
COUNTER DOOR

FIRE RATED
COUNTER, THIS
LOCATION

CORNER UPPER
UNIT

DEDICATED CREW UPPER
CABINETS WITH LOCKS

2'
 - 

6"
1'

 - 
6"

3'
 - 

0"

6'
 - 

6"

30" UNIT 30" UNIT

UPPER CABINET W/
ADJ SHELF

MTL HANGING ROD

COUNTER TOP W/
BACKSPLASH (PL-1)

BASE CABINETS W/
ADJ SHELF

APPLIANCES BY
OWNER

5'
 - 

0"
2'

 - 
6" 12' - 0"

OVERHEAD 12' X 8' MANUAL
PROJECTION SCREEN

DRY ERASE BOARD
(CENTER ON WALL)

MARKER TRAY

AV
SHELVES
BEYOND

LABELLABELLABEL

9'
 - 

0"

2'
 - 

4"
1'

 - 
6"

1'
 - 

6"
1'

 - 
6"

1'
 - 

6"
0'

 - 
6"

WOOD PANEL PANTRY
DOORS ON CONCEALED
HINGES

SHIFT LABEL

LOCK & PULL HANDLE,
STAIN NICKLE FINISH

(4) ADJUSTABLE
SHELVES, MELAMINE

FEC

BASE, CONTINUOUS
BELOW PANTRY

3'
 - 

6"

GLULAM BEAM

GLULAM
POST

2'
 - 

6"

SOLID SURFACE
TOP (SS-1)

LAMINATE WORK
SURFACE (PL-1)

WD PANEL BACKEND PANEL,
WD VENEER

STL COUNTER
TOP SUPPORTS
AT 36" OC MIN,
BLACK

2" DIA GROMMETS
& COVERS 36" OC

3'
 - 

6"

2'
 - 

6"

GLULAM
BEAM

A1
1' - 8"

LAMINATE WORK
SURFACE (PL-1)

STL COUNTER
TOP SUPPORTS
AT 36" OC MIN,
BLACK

2" DIA GROMMETS
& COVERS 36" OC

LAMINATE WORK
SURFACE (PL-1)

STL COUNTER
TOP SUPPORTS
AT 36" OC MIN,
BLACK

2" DIA GROMMETS
& COVERS 36" OC

0'
 - 

6"2'
 - 

9"

0' - 4"

1' - 10"

AV RACK, 24"
DEEP, ADJ
SHELVES

6'
 - 

0"

OWNER FURNISHED
FLAT SCREEN TV

UNIVERSAL
MOUNTING
BRACKET

CL OF
WALL2'

 - 
6"

EQ EQ EQ

PLASTIC LAMINATE
COUNTER TOP (PL-1)

2" DIA GROMMETS
AND COVERS, TYP

ANGLED COUNTER
SUPPORTS (PL-1)

K1

GLULAM BEAM

GLULAM
POSTS

3'
 - 

6"

SOLID SURFACE
TOP, EASE
CORNERS

WD VENEER
FACE PANELS

6" WD KICK

3'
 - 

6"
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A7.2

INTERIOR
ELEVATIONS

 1/4" = 1'-0"A7.2
5 Multi-Purpose South

 1/4" = 1'-0"A7.2
12 Fitness North

 1/4" = 1'-0"A7.2
10 Kitchen East

 1/4" = 1'-0"A7.2
11 Kitchen Island Front

 1/4" = 1'-0"A7.2
9 Kitchen North

 1/4" = 1'-0"A7.2
8 Kitchen West

 1/4" = 1'-0"A7.2
6 Laundry East

 1/4" = 1'-0"A7.2
4 Multi-Purpose East

 1/4" = 1'-0"A7.2
7 Pantry North

 1/4" = 1'-0"A7.2
1 Reception West

 1/4" = 1'-0"A7.2
2 Reception North

 1/4" = 1'-0"A7.2
3 Reception East

 1/4" = 1'-0"A7.2
14 TV Room East

 1/4" = 1'-0"A7.2
13 Work Station South

 1/4" = 1'-0"A7.2
15 Reception Desk Front
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CT-2

CT-1
126

1'
 - 

5"

0'
 - 

6"

4'
 - 

0"

CT-2

CT-1

COMPOSITE
PLASTIC TOILET

PARTION
DOORS

2'
 - 

0"

1'
 - 

5"

DUAL FLUSH
INFO SIGN, TYP

3'
 - 

6"

M
IN

2'
 - 

3"

2'
 - 

10
"

4'
 - 

0"

0'
 - 

6"3'
 - 

6"

J6 J5 J4

7'
 - 

0"

CT-2

CT-1

CT-1

4'
 - 

0"

GYP BD

GYP BD
GYP BD

3'
 - 

6"
0'

 - 
6"

CT-2

CT-1

CT-1

123
CT-2

CT-1

3'
 - 

8"

122
CT-2

CT-1

2'
 - 

10
"

4'
 - 

4"
3'

 - 
6"

3'
 - 

6"
0'

 - 
6"

4'
 - 

0"

7'
 - 

0"

M
IN

2'
 - 

3"

CT-2

CT-1

CT-1

J3 J2 J1

7'
 - 

0"

3' - 9"

4' - 0"

4'
 - 

0"

0'
 - 

6"3'
 - 

6"

CT-2

CT-1

CT-1

GYP BD

Main Level
100' - 0"

3'
 - 

0"
0'

 - 
6" 3'
 - 

4"
3'

 - 
6" 6' - 0" 2' - 0" 6' - 4"

122125

W5
1x6 HARDWOOD CHAIR RAIL,
BOTH SIDE OF CORRIDOR,1/4"
RADIUS EDGE ON TOP &
BOTTOM, STAIN FINISH

VINYL BASE

4" HARDWOOD TRIM
AROUND DISPLAY CASESADJ GLASS

SHELVES

5'
 - 

10
"

1'
 - 

2"

1'
 - 

8"
3'

 - 
0"

12" DEEP SS
SHELVES

8" DEEP SS
UTILTY SHELF

72" MOP RACK

3'
 - 

0"

SS WORK
COUNTER

REF  PLUMBING
DRAWINGS FOR

SINK TYPE

3'
 - 

8"

PAPER TOWEL
DISPENSER

7'
 - 

0"

1-1/2" DIA GALV
STL PIPE, ANCHOR

TO CMU, MUST
SUPPORT 250 lbs

WASHER/EXTRACTOR,
OWNER FURNISHED,

CONTRACTOR INSTALLED

5" CONC
HOUSEKEEPING

PAD

EYEWASH
STATION

MOP
SINK

3'
 - 

2"

BUILT-IN
COMPONENTS BY

OWNER

BUILT-IN
COMPONENTS BY

OWNER

0'
 - 

6"
3'

 - 
0"

1x6 HARDWOOD CHAIR RAIL,
BOTH SIDE OF CORRIDOR,1/4"
RADIUS EDGE ON TOP &
BOTTOM, STAIN FINISH

VINYL BASE
124

W4W5

119

WRAP CHAIR RAIL
AROUND COLUMN WRAP

AND TERMINATE ON
WEST WALL

DRYWALL EXPANSION
JOINT AT DISSIMILAR
WALL TYPES
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A7.3

INTERIOR
ELEVATIONS

 1/4" = 1'-0"A7.3
8 Men's Room East

 1/4" = 1'-0"A7.3
7 Men's Room North

 1/4" = 1'-0"A7.3
9 Men's Room South

 1/4" = 1'-0"A7.3
6 Men's Room West

 1/4" = 1'-0"A7.3
4 Women's Restroom East

 1/4" = 1'-0"A7.3
3 Women's Restroom North

 1/4" = 1'-0"A7.3
2 Women's Restroom West

 1/4" = 1'-0"A7.3
5 Womens Restroom South

 1/4" = 1'-0"A7.3
1 Corridor South

 1/4" = 1'-0"A7.3
10 Utility / Decon North

 1/4" = 1'-0"A7.3
11 Utility / Decon South

 1/4" = 1'-0"A7.3
12 SCBA South

 1/4" = 1'-0"A7.3
13 Shop South

 1/4" = 1'-0"A7.3
14 Corridor North
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A8.1

INTERIOR
VIEWS

A8.1
1 Back Patio

A8.1
2 Day Room East

A8.1
3 Day Room South

A8.1
4 Day Room South 02

A8.1
6 Fire House Hallway

A8.1
7 Hall to Apparatus Bay

A8.1
8 Kitchen Looking North

A8.1
10 Main Reception Desk

A8.1
11 Dining Room & Pantry
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INTERIOR
VIEWS

A8.2
1 Apparatus Bay North

A8.2
2 Apparatus Bay South
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